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A  -  1 1/2" BITUMINOUS CONCRETE SURFACE COURSE - CLASS 2

B  -  2 1/2" BITUMINOUS CONCRETE BINDER COURSE - CLASS 1

C  -  12" PROCESSED AGGREGATE

D  -  CONCRETE CURBING

E  -  5" CONCRETE SIDEWALK

F  -  6" PROCESSED AGGREGATE BASE

G  -  TOPSOIL AND SEED

WORK ITEM LEGEND

TYPICAL SECTION

C
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CB
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24' DRIVE AISLE
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JAR

DCH

20' PARKING SPACE 20' PARKING SPACE

SIDEWALK &

LANDSCAPED ISLAND

(VARIES)
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D
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A. GENERAL NOTES

ABBREVIATIONS

EXISTING FENCE

EXISTING TREE LINE

EXISTING STONE WALL

EXISTING CURB LINE

EXISTING UTILITY POLE

EXISTING HYDRANT

EXISTING SANITARY MANHOLE

EXISTING TREE

EXISTING 2' CONTOUR INTERVAL

EXISTING 10' CONTOUR INTERVAL

PROPOSED FENCE

PROPOSED SANITARY MANHOLE

PROPOSED CATCH BASIN

PROPOSED STORM MANHOLE

PROPOSED 1' CONTOUR INTERVAL

PROPOSED 5' CONTOUR INTERVAL

PROPOSED SPOT ELEVATION

PROPOSED SANITARY PIPING

PROPOSED STORM DRAINAGE PIPING

PROPOSED SANITARY LATERAL

EXISTING CATCH BASIN

EXISTING LIGHT POLE

PROPOSED TREE LINE

PROPOSED YARD DRAIN

LEGEND

PROPOSED HYDRANT

1. THESE DRAWINGS ARE RELEASED FOR REVIEW BY THE TOWN OF DARIEN, AND ARE NOT RELEASED FOR CONSTRUCTION.

2. TOPOGRAPHICAL, PROPERTY LINES, EXISTING SITE FEATURES, AND UTILITY INFORMATION TAKEN FROM MAPS PREPARED BY

WILLIAM W. SEYMOUR & ASSOCIATES, P.C. INFORMATION ON EXISTING UTILITIES HAS BEEN COMPILED FROM AVAILABLE

INFORMATION INCLUDING UTILITY COMPANY AND MUNICIPAL RECORD MAPS AND FIELD SURVEY AND IS NOT GUARANTEED

CORRECT OR COMPLETE.  UTILITIES ARE SHOWN TO ALERT THE CONTRACTOR TO THEIR PRESENCE. THE CONTRACTOR AND/OR

RESPONSIBLE PARTY IS SOLELY RESPONSIBLE FOR DETERMINING ACTUAL LOCATIONS AND ELEVATIONS OF ALL UTILITIES

INCLUDING SERVICES.  PRIOR TO CONSTRUCTION, CONTACT "CALL BEFORE YOU DIG" AT 811 OR 1 - 800 - 922 - 4455 AND VERIFY

ALL UNDERGROUND AND OVERHEAD UTILITY LOCATIONS.

3. IT IS THE DEVELOPER'S RESPONSIBILITY TO OBTAIN ALL NECESSARY  PERMITS AND/OR EASEMENTS FROM  STATE AND LOCAL

AUTHORITIES AND ANY CONSTRUCTION RIGHTS AND/OR SLOPE RIGHTS AS MAY BE REQUIRED FORM THE PROPERTY OWNERS.

4. IT IS THE CONTRACTOR'S RESPONSIBILITY TO ASSURE THAT ALL PIPING IS PROPERLY BEDDED AND STABILIZED IN AREAS OF HIGH

GROUND WATER AND/OR UNSTABLE SOIL CONDITIONS.

5. ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH TOWN OF DARIEN AND/OR CONNECTICUT DEPARTMENT OF TRANSPORTATION

STANDARDS.

6. ANY DRAINAGE STRUCTURES, DITCHES, ASPHALT, CURBS, OTHER EXISTING CONSTRUCTION OR GRASSED AREAS DISTURBED

DURING CONSTRUCTION SHALL BE RESTORED TO THE ORIGINAL CONDITION.

7. A ROAD-OPENING PERMIT FOR WORK WITHIN A CITY ROAD RIGHT-OF-WAY IS TO BE ACQUIRED FROM  THE CITY'S HIGHWAY

DEPARTMENT.  ALL WORK WITHIN CITY ROAD RIGHT-OF-WAY IS TO BE APPROVED AND COMPLETED TO THE SATISFACTION OF THE

CITY'S HIGHWAY DEPARTMENT.

8. ALL PROPOSED SIGNS SHALL CONFORM TO SECTION 8.E.2 OF THE TOWN OF DARIEN ZONING REGULATIONS.

9. FIRE LANE MARKINGS SHALL BE STRIPED IN THE FIELD PER FIRE MARSHAL REVIEW AND DIRECTION IF REQUIRED.

10. HANDICAPPED PARKING SHALL CONFORM TO A.D.A. CRITERIA. REMAINDER OF THE SITE DESIGN SHALL CONFORM TO THE TOWN OF

DARIEN ZONING REGULATIONS.

11. PARKING AND LOADING SHALL CONFORM TO THE TOWN OF DARIEN ZONING REGULATIONS SECTION 8.C. OFF STREET PARKING

AND LOADING. SPECIFICALLY SECTIONS 8.C.2, 8.C.3, 8.C.4, 8.C.5.

12. ALL SITE LIGHTING SHALL CONFORM TO THE TOWN OF DARIEN ZONING REGULATIONS SECTION 8.C.7.

13. VERTICAL DATUM IS NAVD 88.

AASHTO - AMERICAN ASSOCIATION OF

               STATE HIGHWAY & TRANSPORTATION OFFICIALS

ACI - AMERICAN CONCRETE INSTITUTE

A.D. - ANGLE OF DEFLECTION

A.D.A. - AMERICANS WITH DISABILITIES ACT

ALUM. - ALUMINUM

BC - BOTTOM OF CURB

BIT - BITUMINOUS

BW - BOTTOM OF WALL

CB - CATCH BASIN

CONC - CONCRETE

DIA - DIAMETER

DIP - DUCTILE IRON PIPE

DMH - DRAINAGE MANHOLE

EA - EACH

EL - ELEVATION

ELEV - ELEVATION

EW - ENDWALL

EXIST. - EXISTING

EXP. - EXPANSION

FT - FEET

GR - GRATE

HDPE - HIGH DENSITY POLYETHYLENE PIPE

HOR. - HORIZONTAL

HP - HIGH POINT

HW - HEADWALL

HYD - HYDRANT

INV - INVERT

LF - LINEAR FEET

1. SANITARY SEWER AND WATER LINE CROSSINGS SHALL MAINTAIN AN 18 INCH MINIMUM VERTICAL SEPARATION DISTANCE.

2. SEWER AND WATER LINE CROSSING ALL OTHER UTILITIES SHALL MAINTAIN A 12 INCH VERTICAL SEPARATION DISTANCE.

3. SANITARY SEWER LINES ARE TO BE INSTALLED USING INVERT ELEVATIONS.  PIPE SLOPES SHOWN ARE APPROXIMATE AND ARE

FOR REFERENCE ONLY.

4. PROPOSED SANITARY SEWER MAINS AND SANITARY SEWER SERVICES ARE TO MEET THE REQUIREMENTS OF THE TOWN OF

DARIEN.  AFTER ACCEPTANCE, THE MAINS SHALL BE TURNED OVER TO THE TOWN.

5. PROPOSED WATER SERVICES ARE TO MEET THE REQUIREMENTS OF THE STATE PLUMBING CODES AND THE AQUARION WATER

COMPANY  RULES AND REGULATIONS.

6. ALL SEWAGE DISCHARGES MUST BE CONSISTENT WITH THE TOWN OF DARIEN'S CURRENT NPDES PERMIT.

B. UTILITY COORDINATION NOTES

1. UTILITY LOCATIONS SHOWN ARE APPROXIMATE AND ARE SUBJECT TO FINAL SITE SURVEY.  IT IS THE RESPONSIBILITY OF THE

CONTRACTOR TO VERIFY ALL ELEVATIONS, PROPERTY LINES, LOCATION OF UTILITIES AND SITE CONDITIONS IN THE FIELD.  IF AN

UNFORESEEN INTERFERENCE EXISTS BETWEEN AN EXISTING AND A PROPOSED STRUCTURE, THE CONTRACTOR SHALL NOTIFY THE

DESIGN ENGINEER SO THAT THE APPROPRIATE REVISIONS CAN BE MADE.

2. IT IS THE RESPONSIBILITY OF EACH BIDDER IN EVALUATING THESE PLANS TO MAKE EXAMINATIONS IN THE FIELD BY VARIOUS

METHODS AND OBTAIN NECESSARY INFORMATION FROM AVAILABLE RECORDS, UTILITY CORPORATIONS, AND INDIVIDUALS AS TO

THE LOCATION OF ALL SUBSURFACE STRUCTURES.

3. THE CONTRACTOR IS TO USE CAUTION WHEN WORKING NEAR OR UNDER OVERHEAD AND UNDERGROUND UTILITIES. THE

CONTRACTOR IS TO NOTIFY THE UTILITY COMPANIES OF HIS INTENT PRIOR TO THE COMMENCEMENT OF ANY WORK.

4. PLANTINGS SHALL NOT BE PLACED ON TOP OF UTILITIES.

C. STORM SEWER NOTES

1. STORM SEWER LINES ARE TO BE INSTALLED USING INVERT ELEVATIONS, PIPE SLOPES SHOWN ARE APPROXIMATE AND ARE FOR

REFERENCE ONLY.

2. APPLICABLE STORM SEWER CONSTRUCTION SHALL CONFORM TO THE TOWN OF DARIEN STORM SEWER SPECIFICATIONS.

3. ROOF DRAINS ARE TO BE CONNECTED TO THE STORM DRAINAGE SYSTEM WHERE SHOWN.

4. THE ON-SITE DRAINAGE SYSTEM WILL REMAIN PRIVATE.  THE PROPERTY OWNER IS TO PROVIDE REGULAR MAINTENANCE OF THE

SYSTEM TO ALLOW IT TO CONTINUALLY FUNCTION AS INTENDED.

5. THE INSTALLATION OF THE DRAINAGE SYSTEM IS TO BE DONE UNDER THE SUPERVISION OF THE DESIGN ENGINEER LICENSED IN

THE STATE OF CONNECTICUT.  AFTER CONSTRUCTION, THE ENGINEER IS TO SUBMIT TO THE TOWN WRITTEN CERTIFICATION

THAT THE SYSTEM WAS INSTALLED AS PER THE APPROVED DESIGN.  A DRAINAGE AS-BUILT DRAWING IS SUBMITTED WITH THIS

LETTER TO THE TOWN.

6. ALL PORTIONS OF THE STORM DRAINAGE SYSTEM ARE TO BE CAPABLE OF HANDLING AASHTO H-20 LOADS.

7. ALL REINFORCED CONCRETE PIPE SHALL BE CLASS IV UNLESS OTHERWISE NOTED.

8. ALL PVC PIPING TO BE CLASS SDR-35 UNLESS OTHERWISE NOTED.

9. ALL CATCH BASIN GRATES TO BE TYPE A UNLESS OTHERWISE NOTED.

10. ALL CATCH BASINS SHALL HAVE BELL TRAPS EXCEPT IF CONNECTED IN A SERIES, IN WHICH CASE ONLY THE UPPER TWO CATCH

BASINS IN THE SERIES SHALL HAVE BELL TRAPS.

11. HDPE PIPING SHALL CONFORM TO ASTM F2306.

D. SANITARY SEWER & WATER NOTES

1. AREAS OF DISTURBED EARTH SHALL BE STABILIZED BY MULCHING OR OTHER MEANS.  SEEDING OF GRASSED AREAS SHALL BE

INITIATED AS SOON AS PRACTICAL AS AN EROSION AND SILTATION CONTROL MEASURE.

2. RETAINING WALLS OVER 3' IN HEIGHT ARE TO BE DESIGNED AND CONSTRUCTED UNDER THE SUPERVISION OF A STATE OF

CONNECTICUT LICENSED PROFESSIONAL ENGINEER OR ARCHITECT.  WOOD RETAINING WALLS OVER 3 FEET IN HEIGHT ARE

NOT PERMITTED.

3. RETAINING WALLS REQUIRING AN ENGINEERED DESIGN SHALL BE SUBMITTED TO AND APPROVED BY THE TOWN OF DARIEN

BUILDING DEPARTMENT WITH CALCULATIONS BEFORE CONSTRUCTION OF THESE WALLS BEGINS.

4. RETAINING WALLS ARE TO HAVE PROTECTIVE FENCING WHERE WARRANTED.

5. WHERE LEDGE IS TO BE LEFT IN PLACE, THE STABILITY OF THE LEDGE IS TO BE VERIFIED BY A QUALIFIED STATE OF

CONNECTICUT LICENSED PROFESSIONAL ENGINEER OR SOIL SCIENTIST.

E. GRADING NOTES

SS

LF - LINEAR FEET

MAX. - MAXIMUM

MEG - MEET EXISTING GRADE

MIN. - MINIMUM

MH - MANHOLE

NGVD29 - NATIONAL GEODETIC VERTICAL DATUM OF 1929

O.C. - ON CENTER

O.D. - OUTSIDE DIAMETER

PC - POINT OF CURVATURE

PROP - PROPOSED

P.S.I. - POUNDS PER SQUARE INCH

PT - POINT OF TANGENCY OR POINT

PVC - POLYVINYL CHLORIDE PIPE OR POINT OF VERTICAL CURVATURE

PVI - POINT OF VERTICAL INFLECTION

PVMT. - PAVEMENT

PVT - POINT OF VERTICAL TANGENCY

RCP - REINFORCED CONCRETE PIPE

RL - ROOF LEADER

ROW - RIGHT OF WAY

SF - SQUARE FEET

SQ. - SQUARE

SMH - SANITARY MANHOLE

STA - STATION

TC - TOP OF CURB

TW - TOP OF WALL

TYP. - TYPICAL

VC - VERTICAL CURVE

VERT. - VERTICAL

WT. - WEIGHT

YD - YARD DRAIN

E
D

PROPOSED LIGHT POLE
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1. THE CONTRACTOR SHALL COORIDINATE/VERIFY THE EXACT SIZES, LOCATIONS, ELEVATIONS, OF ALL PROPOSED BUILDING'S

UTILITY SERVICES WITH THE PROJECT MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS PRIOR TO ANY CONSTRUCTION

OPERATIONS.

2. THE CONTRACTOR SHALL COORDINATE HIS WORK WITH THE WORK DONE BY THE RESPECTIVE UTILITY COMPANIES.

3. CONTRACTOR SHALL COORDINATE EXACT LOCATIONS, SIZES, AND ELEVATIONS OF PROPOSED BUILDING UTILITY SERVICES

WITH THE PROJECT ARCHITECTURAL AND MEP PLANS.

4. INSTALL CLEANOUT TO GRADE 5' OFF FACE OF BUILDING ON ALL ROOF LEADERS.
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STRUCTURES TO ASSURE THE FRAME AND COVER IS CENTERED ON THE PRECAST OPENING. THE CONTRACTOR WILL BE

RESPONSIBLE FOR ALL WORK REQUIRED TO CENTER FRAME AND COVER.

6. INSTALL "FERNCO" STYLE FLEXIBLE COUPLINGS AT ALL LOCATIONS WHERE JOINING PIPES OF DIFFERENT MATERIALS AND/OR

SIZES PER MANUFACTURER'S RECOMANDATIONS.

7. ALL PIPES AND FITTINGS SPECIFIED AS HDPE SHALL BE ADS N-12 WT (WATERTIGHT) PIPE AS MANUFACTURED BY ADVANCED

DRAINAGE SYSTEMS, HILLIARD, OHIO.

8. THE CONTRACTOR SHALL MAINTAIN EXISTING STORM SEWER FLOWS BY PUMPING OR OTHER MEANS APPROVED BY THE

OWNER'S REPRESENTATIVE DURING CONSTRUCTION OF THE PROPOSED STORM SEWER IN LOCATIONS WHERE STORM SEWER

ARE BEING INSTALLED, REPLACED OR RELOCATED.
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ENLARGEMENT "C"

SCALE: 1" = 20'

ENLARGEMENT "A"

SCALE: 1" = 20'

ENLARGEMENT "B"

SCALE: 1" = 20'

N

N

VORTECHS MODEL 2000

OR APPROVED EQUAL

VORTECHS

MODEL 4000 OR

APPROVED EQUAL

VORTECHS MODEL 3000

OR APPROVED EQUAL

3 ROWS, 4' X 8' BOX CHAMBERS @ 100 LF. EACH

INV EL: 77.80 (SEE DETAIL, SHEET C9.5)

3 ROWS, 4' X 8' BOX

CHAMBERS @ 140 LF. EACH

INV EL: 80.00 (SEE DETAIL, SHEET C9.5)

3 ROWS, 4' X 8' BOX CHAMBERS @ 96 LF. EACH

INV EL: 77.00 (SEE DETAIL, SHEET C9.5)

SITE DRAINAGE PLAN NOTES

1. THE CONTRACTOR SHALL COORIDINATE/VERIFY THE EXACT SIZES, LOCATIONS, ELEVATIONS, OF ALL PROPOSED BUILDING'S

UTILITY SERVICES WITH THE PROJECT MECHANICAL, ELECTRICAL AND PLUMBING DRAWINGS PRIOR TO ANY CONSTRUCTION

OPERATIONS.

2. THE CONTRACTOR SHALL COORDINATE HIS WORK WITH THE WORK DONE BY THE RESPECTIVE UTILITY COMPANIES.

3. CONTRACTOR SHALL COORDINATE EXACT LOCATIONS, SIZES, AND ELEVATIONS OF PROPOSED BUILDING UTILITY SERVICES

WITH THE PROJECT ARCHITECTURAL AND MEP PLANS.

4. INSTALL CLEANOUT TO GRADE 5' OFF FACE OF BUILDING ON ALL ROOF LEADERS.

5. THE MANHOLE FRAME AND COVER SHALL BE CENTERED ON THE PRECAST OPENING. UNDER NO CIRCUMSTANCES WILL AN

OFFSET FRAME AND COVER BE ACCEPTABLE. PRIOR TO FINAL PAVING, THE CONTRACTOR SHALL CHECK ALL MANHOLE

STRUCTURES TO ASSURE THE FRAME AND COVER IS CENTERED ON THE PRECAST OPENING. THE CONTRACTOR WILL BE

RESPONSIBLE FOR ALL WORK REQUIRED TO CENTER FRAME AND COVER.

6. INSTALL "FERNCO" STYLE FLEXIBLE COUPLINGS AT ALL LOCATIONS WHERE JOINING PIPES OF DIFFERENT MATERIALS AND/OR

SIZES PER MANUFACTURER'S RECOMANDATIONS.

7. ALL PIPES AND FITTINGS SPECIFIED AS HDPE SHALL BE ADS N-12 WT (WATERTIGHT) PIPE AS MANUFACTURED BY ADVANCED

DRAINAGE SYSTEMS, HILLIARD, OHIO.

8. THE CONTRACTOR SHALL MAINTAIN EXISTING STORM SEWER FLOWS BY PUMPING OR OTHER MEANS APPROVED BY THE

OWNER'S REPRESENTATIVE DURING CONSTRUCTION OF THE PROPOSED STORM SEWER IN LOCATIONS WHERE STORM SEWER

ARE BEING INSTALLED, REPLACED OR RELOCATED.
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PHASE 2

TRANSFORMER

(2) 4" SCHEDULE 40

ELEC.CONDUITS

(2) 4" SCHEDULE 40

ELEC. CONDUITS

(2) 4" SCHEDULE 40

ELEC.CONDUITS

3" D.I.P

3" WATER METER PIT

6" D.I.P

10" X 6" X 3"

TAPPING SLEEVE WITH 6" VALVE

10" X 6" TAPPING SLEEVE

WITH 6" VALVE

10" X 6" TAPPING SLEEVE

WITH 6" VALVE

6" X 6" X 3" TEE

3" D.I.P DOMESTIC

WATER SERVICE

3" WATER METER PIT

6" D.I.P FIRE

SERVICE

TOWN OF DARIEN

STANDARD FIRE

HYDRANT (TYP)

(2) 4" SCHEDULE 40

ELEC.CONDUITS

(2) 4" SCHEDULE 40

CATV CONDUITS

CATV PULLBOX

(2) 4" SCHEDULE 40

CATV CONDUITS

GREASE TRAP

PROPOSED STORM

MANHOLE (TYP)

PROPOSED

CATCH BASIN (TYP)

6" D.I.P

PHASE 1

TRANSFORMER

TEL-DATA PULLBOX

(2) 4" SCHEDULE 40

CATV CONDUITS

(2) 4" SCHEDULE 40

TEL-DATA CONDUITS

GAS CONNECTION (SEE NOTE)

(2) 4" SCHEDULE 40

TEL-DATA CONDUITS

(2) 4" SCHEDULE 40

TEL-DATA CONDUITS

GAS CONNECTION (SEE NOTE)

S

SITE UTILITY PLAN LEGEND

UNDERGROUND ELECTRIC

ELECTRIC MANHOLE

SANITARY SEWER

SANITARY MANHOLE

WATER MAIN

FIRE SERVICE

WATER METER/GATE

FIRE HYDRANT

TEL-DATA - BURIED

TEL-DATA MANHOLE

F-HP

PW

SS

E

TEL-DATA

WM

4" PL GAS

3" PL GAS

(2) 4" SCHEDULE 40

CATV CONDUITS

PROPOSED UTILITY POLE

(BY EVERSOURCE)

PROPOSED UTILITY POLE

(BY EVERSOURCE)

(2) 4" PVC SCHEDULE 40

ELEC. CONDUITS

(CONCRETE ENCASED)

PROPOSED UTILITY POLE

FOR OVERHEAD BANK SERVICE

(BY EVERSOURCE)

HEXAGONAL HANDHOLE

(2) 4" PVC SCHEDULE 40

ELEC. CONDUITS

(CONCRETE ENCASED)

HEXAGONAL HANDHOLE

(2) 4" PVC SCHEDULE 40

ELEC. CONDUITS

GREASE TRAP

GREASE TRAP

SITE UTILITY NOTES

1. UNDERGROUND UTILITY, STRUCTURE AND FACILITY LOCATIONS DEPICTED HEREON HAVE BEEN COMPILED, IN PART, FROM RECORD MAPPING AND OTHER DATA SUPPLIED BY THE RESPECTIVE

UTILITY COMPANIES, GOVERNMENTAL AGENCIES AND/OR OTHER SOURCES.  THESE LOCATIONS MUST BE CONSIDERED APPROXIMATE IN NATURE.  ADDITIONALLY, OTHER SUCH DATA MAY

EXIST ON SITE, THE EXISTENCE OF WHICH ARE UNKNOWN TO TIGHE & BOND.  THE EXISTENCE, SIZE AND LOCATION OF ALL SUCH FEATURES MUST BE DETERMINED AND VERIFIED IN THE

FIELD BY APPROPRIATE AUTHORITIES PRIOR TO CONSTRUCTION @ CALL-BEFORE-YOU-DIG 1-800-922-4455.

2. THE CONTRACTOR SHALL ADJUST THE TOP OF FRAME/GRATE ELEVATIONS OF ALL EXISTING AND PROPOSED SANITARY/STORM/WATER MANHOLES, CATCH BASINS, AREA DRAINS, VALVE

COVERS AND APPURTENANCES, WITHIN THE PROJECT LIMIT LINE TO MEET THE PROPOSED GRADES.

3. THE CONTRACTOR SHALL COORIDINATE/VERIFY THE EXACT SIZES, LOCATIONS, ELEVATIONS, OF ALL PROPOSED BUILDING'S UTILITY SERVICES WITH THE PROJECT MECHANICAL, ELECTRICAL

AND PLUMBING DRAWINGS PRIOR TO ANY CONSTRUCTION OPERATIONS.

4. THE CONTRACTOR SHALL COORDINATE HIS WORK WITH THE WORK DONE BY THE RESPECTIVE UTILITY COMPANIES.

5. THE CONTRACTOR SHALL MAINTAIN EXISTING STORM SEWER FLOWS BY PUMPING OR OTHER MEANS APPROVED BY THE OWNER'S REPRESENTATIVE DURING CONSTRUCTION OF THE PROPOSED

STORM SEWER IN LOCATIONS WHERE STORM SEWER ARE BEING INSTALLED, REPLACED OR RELOCATED.

6. THE CONTRACTOR SHALL MAINTAIN SANITARY SEWER FLOWS BY PUMPING OR OTHER MEANS APPROVED BY THE OWNER'S REPRESENTATIVE DURING CONSTRUCTION OF THE PROPOSED

SANITARY SEWER IN LOCATIONS WHERE SEWERS ARE BEING INSTALLED, REPLACED OR RELOCATED.

7. WATER AND FIRE PROTECTION SERVICES, HYDRANT ASSEMBLY, AND ALL WATER MAIN TAPS SHALL CONFORM TO THE REQUIREMENTS OF AQUARION WATER COMPANY.

8. FOR ADDITIONAL INFORMATION, SEE DETAIL SHEETS

9. GAS CONNECTIONS SHOWN FROM ASSUMED NEW GAS MAIN LOCATION IN HEIGHTS ROAD. COORDINATE ACTUAL CONNECTION LOCATION WITH EVERSOURCE GAS.

BUILDING A

BUILDING B

BUILDING C

BUILDING C

BUILDING D
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CONNECTION TO PROPOSED SEWER LATERAL

UTILITY PLAN ENLARGEMENT

SCALE: 1" = 20'

SANITARY SEWER PROFILE

SCALE: HOR: 1" = 20' VERT: 1" = 4'

00 20' 40'
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HORIZONTAL SCALE 1" = 20'

VERTICAL SCALE 1" = 4'
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S.S.

- EXISTING STORM MANHOLE

- PROPOSED STORM MANHOLE

- EXISTING STORM CATCH BASIN TYPE "C"

- PROPOSED CATCH BASIN TYPE "C"

- EXISTING CATCH BASIN TYPE "C-L"

- PROPOSED CATCH BASIN TYPE "C-L"

- EXISTING INTERMEDIATE CONTOUR

- EXISTING INDEX CONTOUR

- PROPOSED INTERMEDIATE CONTOUR

- PROPOSED INDEX CONTOUR

- PROPOSED SPOT ELEVATION

- PROPOSED CONSTRUCTION FENCE

- PROPOSED CONSTRUCTION FENCE GATE

- PROPOSED HAYBALE BARRIER

- PROPOSED HAYBALE CB PROTECTION

- PROPOSED SILT SACK

- PROPOSED GEOTEXTILE SILT FENCE

- PROPOSED CONSTRUCTION ENTRANCE

- PROPOSED SOIL STOCKPILE AREA

000

- CONSTRUCTION ENTRANCE

- EROSION CONTROL BLANKET

- GEOTEXTILE SILT FENCE

- HAYBALE BARRIER

- OUTLET PROTECTION

- RETAINING WALL

- WATER BAR

- STONE CHECKDAM

- SEDIMENT BASIN

CE

ECB
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HB
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RW

WB

SCD

SB

CE

CONSTRUCTION

ENTRANCE

GSF

GEOTEXTILE

SILTFENCE (TYP.)

CE

CONSTRUCTION

ENTRANCE

HB

HAYBALE RING (TYP.)

S.S.

SS

SILT SACK (TYP.)
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Soil

Stockpile

Area

SOIL STOCKPILE AREA

BUILDING A

BUILDING B

BUILDING C

BUILDING C

BUILDING D

CE

CONSTRUCTION

ENTRANCE

CONSTRUCTION GATE

CONSTRUCTION GATE

CONSTRUCTION FENCE (TYP)
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FENCE (TYP)
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C8.1

SEDIMENT AND EROSION

CONTROL NOTES, NARRATIVE

AND DETAILS

EROSION CONTROL NOTES

EROSION CONTROL NARRATIVE

SEDIMENTATION & EROSION CONTROL

THE STORMWATER MANAGEMENT MEASURES  WILL ADDRESS THE STORMWATER QUALITY ONCE

THE SITE HAS BEEN CONSTRUCTED AND STABILIZED.  SEDIMENTATION AND EROSION CONTROL

MEASURES WILL BE INSTALLED DURING CONSTRUCTION WHICH WILL MINIMIZE ADVERSE

IMPACTS FROM CONSTRUCTION ACTIVITIES.

ALL SEDIMENTATION AND EROSION CONTROL MEASURES PROPOSED FOR THIS DEVELOPMENT

HAVE BEEN DESIGNED IN ACCORDANCE WITH THE "2002 CONNECTICUT GUIDELINES FOR SOIL

EROSION AND SEDIMENTATION CONTROL" AS PUBLISHED BY THE CONNECTICUT COUNCIL ON

SOIL EROSION AND WATER CONSERVATION.  ADDITIONAL GUIDELINES HAVE ALSO BEEN

FOLLOWED THAT ARE AVAILABLE FROM THE CONNECTICUT DEPARTMENT OF ENVIRONMENTAL

PROTECTION AS RECOMMENDED FOR SEDIMENTATION CONTROL DURING CONSTRUCTION

ACTIVITIES.

LISTED BELOW ARE THE EROSION CONTROL NARRATIVE AND THE EROSION CONTROL NOTES.

GENERAL

1. THE PROPOSED DEVELOPMENT IS ENTITLED "NOROTON HEIGHTS SHOPPING CENTER" IN

DARIEN, CONNECTICUT.

2. ESTIMATED:

PROJECT START: SUMMER 2017

PROJECT COMPLETION: FALL 2019

3. EROSION CONTROL NARRATIVE REFERS TO DRAWING C8.00.

4. THE PROPOSED SITE DEVELOPMENT WILL CONSIST OF CLEARING AND GRUBBING THE

EXISTING SITE, EXCAVATION,CONSTRUCTION OF SEDIMENTATION/DETENTION BASINS, AND

ROUGH GRADING OF ROADWAYS, PARKING AREAS, SIDEWALKS AND CURBING.

5. THE DEVELOPMENT IS LOCATED IN DARIEN, CONNECTICUT AND IS LOCATED ON HEIGHTS

ROAD.

CONSTRUCTION SEQUENCE

1. CONDUCT A PRECONSTRUCTION MEETING WITH THE OWNER OR OWNER'S REPRESENTATIVE,

TOWN ENGINEER, DESIGN ENGINEER, SITE ENGINEER, CONTRACTOR AND SITE

SUPERINTENDENT TO ESTABLISH THE LIMITS OF CONSTRUCTION, CONSTRUCTION

PROCEDURES AND MATERIAL STOCKPILE AREAS.

2. FIELD STAKE THE LIMITS OF CONSTRUCTION.

3. INSTALL ALL APPLICABLE SOIL AND EROSION CONTROL MEASURES AROUND THE PERIMETER

OF THE SITE TO THE EXTENT POSSIBLE. THIS WILL INCLUDE SILTATION FENCE AROUND THE

PROJECT AS SHOWN ON THE PLANS.

4. INSTALL CONSTRUCTION ACCESS ROAD AND ANTI-TRACKING PAVEMENT IN THE AREAS AS

SHOWN ON THE PLANS.  ALL CONSTRUCTION ACCESS SHALL BE INTO THE SITE THROUGH

THE ANTI-TRACKING PADS.

5. ESTABLISH TEMPORARY STAGING AREA.

6. INSTALL SILT SACKS AND HAYBALE BARRIERS AROUND EXISTING CATCH BASINS TO REMAIN

AS INDICATED ON THE PLANS.

7. CONSTRUCT THE DETENTION POND AS SHOWN ON THE PLANS.

8. INSTALL WATER QUALITY SYSTEMS AND ASSOCIATED DRAINAGE NETWORK TO THE

MAXIMUM EXTENT PRACTICABLE. GRADE THE AREA AROUND THE STORM DRAINAGE SYSTEM

AS NECESSARY.

9. BEGIN ROUGH ROADWAY GRADING.

10. INSTALL DRAINAGE SYSTEM TO THE EXTENT NECESSARY TO PROVIDE POSITIVE DRAINAGE.

11. INSTALL SANITARY SEWER SYSTEM TO EXTENT NECESSARY.

12. PROVIDE SILT FENCE/HAYBALE BARRIER AROUND SOIL STOCKPILE AREA.  PROVIDE

TEMPORARY VEGETATIVE COVER (DEFINED IN EROSION CONTROL NOTES) ON ALL EXPOSED

SURFACES.

13. PAVE BINDER COURSE ON ROADWAYS.

14. CONSTRUCT PROPOSED BUILDINGS.

15. CONSTRUCT SIDEWALKS.

16. ESTABLISH PERMANENT VEGETATIVE COVER.

1. ALL SEDIMENTATION AND EROSION CONTROL MEASURES SHALL BE CONSTRUCTED IN

ACCORDANCE WITH THE STANDARDS AND SPECIFICATIONS OF THE "2002 CONNECTICUT

GUIDELINES FOR SOIL EROSION AND SEDIMENT CONTROL", DEP BULLETIN NO. 34, AND ALL

AMENDMENTS AND ADDENDA THERETO AS PUBLISHED BY THE CONNECTICUT DEPARTMENT

OF ENVIRONMENTAL PROTECTION.

2. LAND DISTURBANCE SHALL BE KEPT TO THE MINIMUM NECESSARY FOR CONSTRUCTION

OPERATIONS.

3. ALL EROSION CONTROL MEASURES SHALL BE INSTALLED AS SHOWN ON THE PLAN AND

ELSEWHERE AS ORDERED BY THE ENGINEER OR THE TOWN.

4. ALL CATCH BASINS SHALL BE PROTECTED WITH A SILT SACKS, HAYBALE RING, SILT FENCE

OR BLOCK AND STONE INLET PROTECTION THROUGHOUT THE CONSTRUCTION PERIOD AND

UNTIL ALL DISTURBED AREAS ARE THOROUGHLY STABILIZED.

5. WHENEVER POSSIBLE, EROSION AND SEDIMENT CONTROL MEASURES SHALL BE INSTALLED

PRIOR TO CONSTRUCTION.  SEE "EROSION CONTROL NARRATIVE".

6. ADDITIONAL CONTROL MEASURES SHALL BE INSTALLED DURING THE CONSTRUCTION

PERIOD AS ORDERED BY THE ENGINEER.

7. ALL SEDIMENTATION AND EROSION CONTROL MEASURES SHALL BE MAINTAINED IN

EFFECTIVE CONDITION THROUGHOUT THE CONSTRUCTION PERIOD.

8. SEDIMENT REMOVED SHALL BE DISPOSED OF OFF SITE OR IN A MANNER AS REQUIRED BY

THE ENGINEER.

9. THE CONSTRUCTION CONTRACTOR SHALL BE RESPONSIBLE FOR CONSTRUCTION AND

MAINTENANCE OF ALL CONTROL MEASURES THROUGHOUT THE CONSTRUCTION PERIOD.

10. ALL DISTURBED AREAS TO BE LEFT EXPOSED FOR MORE THAN 30 DAYS SHALL BE

PROTECTED WITH A TEMPORARY VEGETATIVE COVER.  SEED THESE AREAS WITH PERENNIAL

RYEGRASS AT THE RATE OF 40 LBS. PER ACRE (1 LB. PER 1,000 SQ. FT).  APPLY SOIL

AMENDMENTS AND MULCH AS REQUIRED TO ESTABLISH A UNIFORM STAND OF VEGETATION

OVER ALL DISTURBED AREAS.

11. THE CONSTRUCTION CONTRACTOR SHALL UTILIZE APPROVED METHODS/MATERIALS FOR

PREVENTING THE BLOWING AND MOVEMENT OF DUST FROM EXPOSED SOIL SURFACES ONTO

ADJACENT PROPERTIES AND SITE AREAS.

12. THE CONSTRUCTION CONTRACTOR SHALL MAINTAIN A SUPPLY OF SILT FENCE/HAYBALES

AND ANTI-TRACKING CRUSHED STONE ON SITE FOR EMERGENCY REPAIRS.

13. ALL DRAINAGE STRUCTURES SHALL BE PERIODICALLY INSPECTED WEEKLY BY THE

CONSTRUCTION CONTRACTOR AND CLEANED TO PREVENT THE BUILD-UP OF SILT.

14. THE CONSTRUCTION CONTRACTOR SHALL CAREFULLY COORDINATE THE PLACEMENT OF

EROSION CONTROL MEASURES WITH THE PHASING OF CONSTRUCTION.

15. KEEP ALL PAVED ROADWAYS CLEAN.  SWEEP BEFORE FORECASTED STORMS.

16. TREAT ALL UNPAVED SURFACE WITH 4" MINIMUM OF TOPSOIL PRIOR TO FINAL

STABILIZATION.

17. HAYBALE BARRIERS AND SILT FENCING SHALL BE INSTALLED ALONG THE TOE OF CRITICAL

CUT AND FILL SLOPES.

18. THE CONTRACTOR SHALL NOTIFY THE TOWN OF DARIEN'S ENVIRONMENTAL OFFICIAL PRIOR

TO THE INSTALLATION OF EROSION CONTROLS, CUTTING OF TREES, OR ANY EXCAVATION.

19. ALL TRUCKS LEAVING THE SITE MUST BE COVERED.

20. SOME CONTROL MEASURES ARE PERMANENT. THESE STRUCTURES SHALL BE CLEANED AND

REPLENISHED AT THE END OF CONSTRUCTION. LOCATIONS OF THE PERMANENT CONTROL

STRUCTURES ARE SHOWN ON THE DRAINAGE PLANS.

23. ALL SEDIMENTATION AND EROSION CONTROLS SHALL BE CHECKED WEEKLY AND/OR AFTER

EACH RAIN FALL EVENT.  NECESSARY REPAIRS SHALL BE MADE WITHOUT DELAY.

24. PRIOR TO ANY FORECASTED RAINFALL, EROSION AND SEDIMENT CONTROLS SHALL BE

INSPECTED AND REPAIRED AS NECESSARY.

25. AFTER ALL DISTURBED AREAS HAVE BEEN STABILIZED, EROSION CONTROLS MAY BE

REMOVED ONCE AUTHORIZATION TO DO SO HAS BEEN SECURED FROM THE TOWN.

DISTURBED AREAS SHALL BE SEEDED AND MULCHED.

DEPTH=2'

WIDTH=1.83'

LENGTH=2.73'

SILTSACK MANUFACTURED BY:

ACF ENFIRONMENTAL

2831 CARDWELL ROAD

RICHMOND, VIRGINIA  23237

DUMP STRAP

DUMP STRAP

1" REBAR FOR BAG

REMOVAL FROM INLET

SILTSACK ® OR

APPROVED EQUAL

FLOW

FLOW

FLOW

12' MIN

1.5" SQ. HARDWOOD

STAKES, 42" MIN. LENGTH,

0.5 LBS/FT MIN. WEIGHT

FILTER FABRIC, GEOTEX 2130

OR EQUIVALENT

TUCK 6" BELOW GRADE

CATCH BASIN

WOODEN LATERAL

CROSS BRACES,

AS NEEDED

30" MAX

1.5" SQUARE HARDWOOD

STAKES, 36" MIN. LENGTH

0.5 LB/FT MIN.

HAYBALE

40 LB MIN.

120 LB MAX.

ANGLE FIRST STAKE INTO

ADJACENT BALE. SECURE

WITH SECOND STAKE

CATCH BASIN GRATE

PACK LOOSE HAY

BETWEEN ADJACENT

BALES

CTDOT No. 3

CRUSHED STONE

PLACED TO 

1

2

 HEIGHT +

1

2

 WIDTH OF BALE

EMBED HAYBALE

4" INTO SOIL

HAYBALE (TYP)

PONDING HEIGHT

CATCH BASIN

PLAN

SECTION

2
'
 
M

I
N

1. EXCAVATE A TRENCH 4" DEEP AND

THE WIDTH OF THE HAYBALE

2. PLACE AND STAKE HAYBALES

TWO STAKES PER BALE

3. WEDGE LOOSE STRAW BETWEEN

BALES TO CREATE A CONTINUOUS

BARRIER

4. BACKFILL AND COMPACT EXCAVATED

SOIL ON THE UPHILL SIDE OF THE

BARRIER TO PREVENT PIPING

HAYBALE

STAKE

BINDING WIRE

OR TWINE

COMPACTED BACKFILL

PACKED STRAW

TRENCH, WIDTH

OF BALE

1

SLOPE OR LESS

2

MIN. SLOPE

INSTALLATION NOTES:

1. AREA CHOSEN FOR STOCKPILING OPERATIONS SHALL BE DRY AND STABLE.

2. MAXIMUM SLOPE OF STOCKPILE SHALL BE 2H:1V.

3. UPON COMPLETION OF SOIL STOCKPILING, EACH PILE SHALL BE SURROUNDED WITH EITHER SILT

FENCING OR HAYBALES, THEN STABILIZED WITH VEGETATION OR COVERED.

STABILIZE ENTIRE PILE WITH

VEGETATION OR COVER IF

INACTIVE FOR 30 DAYS OR MORE

SILT FENCE

MIN. SLOPE

TOE OF

STOCKPILE

DIVERT UPSTREAM

RUNOFF AROUND

STOCKPILE

1

0

'

M

I

N

.

MINIMUM 12' OR

WIDTH OF ACCESS ROAD

WHICHEVER IS GREATER

50' MIN.

(100' MIN IF TRACKED

SEDIMENT < 80% SAND)

CONSTRUCTION

ENTRANCE

ACCESS ROAD

TO WORK AREA

RADIUS TO ACCOMODATE

TURNING MOVEMENTS

OF CONSTRUCTION

VEHICLES, AS NEEDED.

P
A
V
E
D

 
R
O

A
D

PAVED ROAD

6" CRUSHED STONE

CDOT GRADING NO. 3

GEOTEXTILE, MIRAFI 600X OR EQUIVELENT

STRIPPED GROUND LINE

(REMOVE TOPSOIL AND ORGANICS)

FLOW

GEOTEX 2130 OR EQUIVALENT

GEOTEXTILE SECURED TO

POSTS WITH METAL CLIPS

@ 4" O.C., ALTERNATING

ORIENTATION

ANCHOR FABRIC WITH

CRUSHED STONE OR

SOIL

1.5" SQUARE HARD WOOD

POSTS 8'-0" O.C.

MAXIMUM

3
0
"

1
2
"

6
"

6"
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7"

SUBBASE

1
'
-
8
"

6
"

6"

 CONCRETE WALK

 (SEE DETAIL)

NOTES:

1. CONSTRUCT CURBING IN SECTIONS NOT TO EXCEED 10 FEET IN

LENGTH, SUCH THAT THE CURBING JOINTS ALIGN WITH JOINTS IN

THE CONCRETE PAVEMENT SLAB.  NO SECTION SHALL BE LESS THAN

6 FEET IN LENGTH.

8
"

GRAVEL BASE

5
"

6
"

CONCRETE CURB AND CONCRETE SIDEWALK

BITUMINOUS

CONCRETE

CLASS C

CONCRETE

1" R

1

4

"

PER FT.

EXPANSION JOINT

W/SEALER

6
'
-
0
"

E
Q

.

CTDOT NO.3 CRUSHED STONE 

CONCRETE FOOTING

6
"

1'-4"

3
6
"

6
"

WATERPROOFING SEALER.

TO PREVENT WATER ENTRAPMENT

TRAPROCK AT BOTTOM OF HOLE

3. SET FENCE POST INTO

TO BE STAINLESS STEEL

2. FENCE AND POSTS SHALL BE 

1. HARDWARE AND FASTENERS

WATERPROOFING SEALER.

TREATED WITH A CLEAR 

FOLLOW PROPOSED GRADE)

SET INTO CONCRETE

POSTS 8'-0" O.C. (TYP.)

FINISHED GRADE (FENCE TO 

GALVANIZED STEEL POST ANCHOR

NOTES:

8'-0"

(MAX.)

E
Q

.

6" X 6" X 9'-0" CEDAR 

1 3/4" X 3 1/2" TOP, BOTTOM 

AND CENTER RAILS

1" X 2", 1" X 4", AND 1" X 6" 

1" APART IN RANDOM

ORDER ON BOTH SIDES

CEDAR FENCE SLATS PLACED

2" X 6" CEDAR CAP 

DUMPSTER ENCLOSURE

3,000 PSI

24" MIN.

2
8
"
 
M

I
N

.

1
8
'

8'8'

1
8
'

5' 10'

PARKING

HANDICAPPED

PERMIT REQUIRED

A

(18" X 24")

B

(18" X 6")

(18" X 24")

PARKING

HANDICAPPED

PERMIT REQUIRED

(18" X 6")(18" X 6")

A

B

4" WHITE LINE

3' ON CENTER

45° ANGLE

TO STALL

HANDICAPPED SPACE STRIPING DETAILS

INTERNATIONAL

SYMBOL OF

ACCESSIBILITY

4" WHITE LINE

3' ON CENTER

45° ANGLE

TO STALL

INTERNATIONAL

SYMBOL OF

ACCESSIBILITY

4" WHITE LINE

(TYP.)

4" WHITE LINE

(TYP.)

BLUE PAVEMENT

PAINT

4" WHITE LINE

6
"

5
"

2
"

1
"

CONCRETE SIDEWALK DETAIL

BACKER ROD

SEALANT

FILLER

NO TOOL MARKS

TO SHOW

CONTROL JOINT

5' MAX. SPACING OR AS

SHOWN ON PLANS

WELDED WIRE FABRIC

(SHEETS)

6 X 6 X W3 X W3

EXPANSION JOINT

30' MAX. SPACING OR AS

SHOWN ON PLANS

CONCRETE

COMPACTED SUBGRADE

PROCESSED AGGREGATE

SLOPE "/FT.

TOWARD PAVEMENT

6" DIA. PERFORATED

SCHEDULE 40 PVC PIPE

BASE ELEVATION

NON-WOVEN GEOTEXTILE

FABRIC (GROUP 2)

REQUIRED BLOCK SIZES VARY

DEPENDING ON WALL HEIGHT

COMPACTED 3/4" OR 1-1/2"

CRUSHED STONE BORROW

COMPACTED GRANULAR FILL

6" LOAM AND SEED

CONTRACTOR

DESIGNED

REDI-ROCK

 RETAINING WALL

SYSTEM OR

APPROVED EQUAL

2' MIN.

1' MIN.

1' MIN.

VARIES

LEVELING PAD

DEPTH

1' MIN.

6" LOAM

AND SEED

BATTER ANGLE

4.0°

NOTES:

1. TEMPORARY EXCAVATIONS FOR WALL AND CRUSHED STONE

PLACEMENT SHALL BE IN ACCORDANCE WITH OSHA

STANDARDS. ADDITIONAL BACKFILL REQUIRED TO FILL

EXCAVATIONS SHALL CONSIST OF COMPACTED GRANULAR

FILL OR CRUSHED STONE EXCEPT AS NOTED.

GRAVITY RETAINING WALL DETAIL

10' X 10' DUMPSTER PAD

2"

 COVER

2
'
-
2
"

12"

1'-6"

12"

ALL AROUND

1
'
-
6
"

8
"

1
"

C
L
E
A
R

NOTES:

1. ALL CONCRETE SHALL HAVE A MINIMUM

COMPRESSIVE STRENGTH OF 4,000 PSI AT

28 DAYS OR AT THE EARLIER AGE AT WHICH

   THE CONCRETE MAY BE EXPECTED TO RECEIVE

ITS FULL LOAD.

2.  ALL REINFORCED CONCRETE WORK SHALL BE

  DONE IN ACCORDANCE WITH THE "BUILDING

    CODE REQUIREMENTS FOR REINFORCED

   CONCRETE", ACI 318-86, 1986 CODE AND

   ACI 315 "MANUAL OF STANDARD PRACTICE

  FOR DETAILING REINFORCED CONCRETE

   STRUCTURES".

3. REINFORCING STEEL SHALL BE ASTM A615

   DEFORMED BILLET STEEL BARS FOR CONCRETE

    REINFORCEMENT, GRADE 60.

4.  CONCRETE COVER FOR REINFORCING SHALL BE

   2", EXCEPT IN BOTTOM SLABS WHERE IT SHALL

   BE 3", OR AS OTHERWISE NOTED.

#5 @ 12" E.W.

(BOTTOM)

WELDED WIRE FABRIC

W3xW3x6x6 (TOP)

2 - #5

(TYP.)

6" GRAVEL BASE

CTDOT NO.3

CRUSHED STONE

#4 @ 12"

DUMPSTER PAD

DUMPSTER ENCLOSURE GATE

TYPICAL GATE CONSTRUCTION

(3) 2X6 P.T. RAILS 2X VERTICAL

STILES TO MATCH SIDING ON

ALTERNATE SIDES OF RAILS

ALL STAINLESS STEEL SCREWS,

CONNECTORS, AND OTHER

HARDWARE

HEAVY DUTY TEE

HINGES AT EACH RAIL

PROVIDE BOARD AT

OUTSIDE FACE OF GATE

AT EACH SIDE OF GATE

3'-9"

PROVIDE HEAVY DUTY

GATE LATCH AT BOTTOM

RAIL

6" DIA, SCH 40 STEEL PIPE,

CONC FILLED BOLLARD, PAINT

SAFETY YELLOW (TYP)

SLOPE TOP OF CONC FILL

FOR DRAINAGE

FIN. GRADE

3,000 PSI CONCRETE

S
L
O

P
E

S
L
O

P
E

4
'
-
6
"

4
'
-
0
"

6
"

1'-6" DIA

6" DIAMETER

STEEL BOLLARD

NO SCALE

EYELET

CHAIN

PROVIDE STIFF BROOM FINISH IN DIRECTION PERPENDICULAR TO TRAVEL

CROSSWALK & STOP BAR

DOUBLE YELLOW CENTERLINE

1

0

'
 
W

H

I
T

E

C

R

O

S

S

W

A

L

K

2

4

"
 
W

H

I
T

E

 
B

A

R

2
4
"
 
S

P
A

C

E

DOUBLE YELLOW

PAINT LINE

4
"

4
"

4
"

2' WHITE

STOP BAR

TYPICAL PAVEMENT MARKING DETAILS

X

X

X

X

VINYL COATED

CHAIN LINK FENCE

6"

8
"

1
7
"
 
T
O

 
1
9
"

6
"

F
A
C
E

R
E
V
E
A
L

6
"

8" Max.

1'-0" 1'-0"

1
0
"

6
"

1
0
"

1/2" Max.

6
"

6" 6"

GRAVEL BASE

GRANITE CURB DETAIL

SIDEWALK

P

A

V

E

M

E

N

T

COMPACTED

GRAVEL BASE

8
"
 
S
M

O
O

T
H

Q
U

A
R
R
Y

S
P
L
I
T

SANDED TOP

SMOOTH SPLIT FACE

EXPANSION

JOINT W/SEALER

90°

MORTAR (OMIT AT

EXPANSION JOINTS)

90°

90°

CLASS "C" AE

CONCRETE

MORTAR (OMIT AT EXPANSION JOINTS)

GRAVEL BASE

(SUBSTITUTE

CONCRETE AT JOINTS)

CLASS "C"

(AE) CONCRETE

AT JOINTS
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BITUMINOUS CONCRETE PAVEMENT

STANDARD FOR DRIVE AND ON-SITE PARKING

1 

1

2

" THICK BITUMINOUS CONCRETE CLASS 2

SURFACE COURSE, CTDOT, FORM 817, ARTICLE

M.04.01

4
"

2 

1

2

" THICK BITUMINOUS CONCRETE CLASS 1

BINDER COURSE, CTDOT, FORM 817, ARTICLE

M.04.01

~

~

1. PROCESSED AGGREGATE BASEGRADATION SHALL

CONFORM WITH CTDOT, FORM 817, ARTICLE M.05.01-1.

COARSE AGGREGATE SHALL CONFORM WITH CTDOT,

FORM 817, ARTICLE M.05.01-2(a)(b). THE RECLAIMED

MISCELLANEOUS AGGREGATE, ARTICLE M.05.01-2(c) IS

NOT ACCEPTABLE.

NOTES

COMPACTED SUBGRADE

12" THICK

PROCESSED AGGREGATE BASE,

CTDOT FORM 817, ARTICLE M.01.01

SELF LOCKING NUT

(ALUM.) WITH PLASTIC

OR FIBER INSERT

SIGN PANEL

" HEX HEAD

BOLT (ALUM.)

TYPICAL SIGN

PANEL ATTACHMENT

NYLON WASHER

3/8" I.D. x 5/8" O.D. x .032 THICK

ALUM. BACK-UP PLATE, 1/8" THICK

ALUM. WASHER

11/32" I.D. x 11/16" O.D. x 1/16" THICK

4lbs

WT. 
A B C

NOTES:

1. STEEL FOR POSTS SHALL CONFORM TO THE MECHANICAL REQUIREMENTS OF ASTM A 499-81  GRADE 60

AND TO THE CHEMICAL REQUIREMENTS OF ASTM A1-76 CARBON STEEL TEE RAIL HAVING NOMINAL

WEIGHT OF 91 LBS. OR GREATER PER LINEAR YARD.

2. AFTER FABRICATION, ALL STEEL POSTS SHALL BE GALVANIZED TO MEET THE REQUIREMENTS OF ASTM A

123.

3. ALL SIGN POSTS SHALL HAVE "BREAKAWAY" FEATURES THAT MEET AASHTO  REQUIREMENTS CONTAINED

IN "STANDARD SPECIFICATIONS FOR STRUCTURAL SUPPORTS FOR HIGHWAY SIGNS, LUMINAIRES AND

TRAFFIC SIGNALS-1985." THE "BREAKAWAY" FEATURES SHALL BE STRUCTURALLY ADEQUATE TO CARRY

THE SIGNS SHOWN IN THE PLANS AT 60 MPH WIND LOADINGS. INSTALLATIONS SHALL BE IN

ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS.

4. TYPE A POSTS - 3 LB/FT TYPE B POSTS - 4 LB/FT.

y
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A
.

H
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-
 
1
"
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.
C
.
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G
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A
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U
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E
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1
"

1
"

6
0
 
-
 
y
"
 
D

I
A
.

H
O

L
E
S
 
-
 
1
"
 
O

.
C
.

1
"

L
E
N

G
T
H

 
A
S
 
R
E
Q

U
I
R
E
D

3
"

TAPER

OPTIONAL

3
"

TAPER

OPTIONAL

TYPICAL METAL SIGN POSTS

B

3lbs

or

3lbs

1 "

1 "

1 "

1 "

3 "

3 "

3 "1 "1 "

B

A A

C
C

A A

B B

MDS

JAR

DCH

MILL AND OVERLAY DETAIL

EXISTING BITUMINOUS CONCRETE

BASE COURSE TO REMAIN

TACK COAT

1.5" HMA S0.375

SIDEWALK RAMP DETAILS
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TYPE "C" CATCH BASIN

4'-4"

3'-0" 8"
8"

6" MIN.

2'

SUMP

4" MIN.

VARIES

1'-8"

TO

2'-2"

VARIES

VARIES
2'-9"

VARIES

MORTAR JOINTS

ABOVE PIPE

BUTYL RUBBER

JOINTS

BELOW PIPE

5'-4"

6" MIN.

4" MIN.

4" MIN. 4" MIN.

1'-9"

4'-0"
8"

8"

6"

V
A
R
I
A
B
L
E

8"

1'-6"

2"

1'9"

SPLICE

(TYP.)

VARIES

V
A
R
I
E
S

8"

8
"

1'9"

SPLICE

(TYP.)

4'-0"

3
'
-
0
"

4"

6"

12"

1
2
"

8"

8
"

PLACE VERTICAL STEEL

AS REQ'D TO HOLD

CIRCUMFERENTIAL STEEL

IN POSITION DURING

CASTING (TYP.)

#4 TOP &

BOTTOM

CATCH BASINS 10'

DEEP OR LESS

MINIMUM CIRCUMFERENTIAL

STEEL AREA SHALL BE 0.20 IN²/FT

CATCH BASINS GREATER THAN

10' DEEP AND LESS THAN 20' DEEP

MINIMUM CIRCUMFERENTIAL

STEEL AREA SHALL BE 0.20 IN²/FT

KNOCKOUT SIZE

(FOR PIPE)

DETERMINED

BY FABRICATOR

MAINTAIN SPACING OF

CIRCUMFERENTIAL STEEL

AT KNOCKOUTS (CUT TO FIT)

PLACE VERTICAL STEEL

AS REQ'D TO HOLD

CIRCUMFERENTIAL STEEL

IN POSITION DURING

CASTING (TYP.)

2 - #4 AROUND ENTIRE KNOCKOUT

(1 EACH FACE) (TYP.)

KNOCKOUT SIZE

(FOR PIPE)

DETERMINED

BY FABRICATOR

NOTES:

1. REINFORCEMENT SHALL CONFORM TO ASTM A615, GRADE 60.

2. DETAILS ON THIS SHEET SHOW STANDARD REINFORCEMENT. WELDED WIRE FABRIC WITH

AN AREA EQUAL TO OR GREATER THAN THE REINFORCING SHOWN MAY BE SUBSTITUTED.

3. ALL LAP SPLICES, DEVELOPMENT LENGTHS, BENDS FOR REINFORCEMENT, AND WELDED

WIRE FABRIC SHALL CONFORM TO AASHTO STANDARD SPECIFICATIONS FOR HIGHWAY

BRIDGES.

4. ALL REINFORCEMENT SHALL HAVE A MINIMUM CLEAR COVER OF 2", EXCEPT FOR BENEATH

BOTTOM REINFORCEMENT IN TOP SLABS, WHERE THE MINIMUM MAY BE 1

1

2

"

5. MINIMUM CONCRETE COMPRESSIVE STRENGTH FC'=4,000PSI SHALL BE OBTAINED BEFORE

SHIPPING.

6. BASES AND RISERS AT A DEPTH OF 20' AND GREATER SHALL BE DESIGNED BY THE

CONTRACTOR AND WORKING DRAWINGS SHALL BE SUBMITTED TO THE ENGINEER FOR

REVIEW.

7. RISERS SHALL NEVER HAVE CORNER PIPE ENTRIES. WHERE THE ALIGNMENT OF THE PIPE

WITH RESPECT TO THE CORNER OF THE CATCH BASIN CANNOT BE CHANGED, A ROUND

STRUCTURE CONFORMING TO ASTM C478 SHALL BE USED. REINFORCING FOR THE ROUND

TOP SLAB WITH A RECTANGULAR OPENING SHALL CONFORM TO DETAILS SHOWN HERE.

10.ALL PIPE OPENINGS SHALL BE CLOSED USING MATERIALS WHICH CONFORM TO STATE OF

CONNECTICUT STANDARD SPECIFICATIONS SECTION M.08.02. IF THE ENGINEER

DETERMINES THAT THE CLOSURE OF ANY PIPE OPENING IS UNSATISFACTORY, THE

CONTRACTOR SHALL RECLOSE SAID OPENING AT NO ADDITIONAL COST TO THE STATE.

KNOCKOUTS FOR PIPE OPENINGS SHALL NOT RESULT IN A REDUCED WALL THICKNESS.

11.THE LATEST STATE OF CONNECTICUT STANDARD SPECIFICATIONS AND SUPPLEMENTALS

SHALL GOVERN.

12.FOR ADDITIONAL DETAILS, SEE OTHER CATCH BASIN SHEETS.

13.WALL THICKNESS OF ALL CB'S OVER 10' DEEP SHALL BE INCREASED TO 12" THICK.

INSIDE DIMENSION SHALL REMAIN THE SAME. (THE 12" THICKNESS SHALL START AFTER

THE FIRST 10")

14.BUTYL RUBBER JOINT SEAL SHALL CONFORM TO AASHTO M-198 AND MORTAR SHALL

CONFORM TO THE LATEST STATE OF CONNECTICUT STANDARD SPECIFICATIONS

MATERIAL SECTION M11.04.

15.SHRINKAGE AND TEMPERATURE REINFORCEMENT SHALL BE PROVIDED IN THE TOPS OF

SLABS. THE TOTAL AREA OF REINFORCEMENT PROVIDED SHALL BE AT LEAST 0.125 IN²/FT

IN EACH DIRECTION. THE MAXIMUM SPACING OF THIS REINFORCEMENT SHALL NOT

EXCEED 18 INCHES.

16.THE DETAILS SHOWN IN THE PLAN VIEW FOR THE PRECAST CONCRETE ROUND

STRUCTURES SHALL ALSO BE USED FOR CONVERTING MANHOLES TO CATCH BASINS.

A

A

1"

VARIES

10

3

16

"10"

10

3

16

"

2"

(TYP.)

1'-0"

2'-2

3

8

"
8"

11

1

2

"

1

2

" DROP

(MIN.)

VARIES

7

1

2

"

2"

(TYP.)

1'6

7

8

"

(TYP.)

1'-0"

2'-8

3

4

"

MDS

JAR

DCH

3

1

16

" 3

1

16

"

8
 
S
P
A
C
E
S

1
'
-
7

3 8

"

15

16

"

3'-0"

15

16

"

3

1

16

"

7 SPACES @ 4" EA.
4"

15

16

"

1"

2

3

8

"

1

1

2

"

3
"

4"x

3

8

" INTERIOR BEARING BAR

1-

1

2

"x

3

8

"x1'-7

3

8

"

END TRANSVERSE BAR

5

8

" ROUND BARS

END BEARING BAR (TYP.)

INTERIOR BEARING

BAR (TYP.)

ROUND BAR (TYP.)

B

B

A
A

1

1

2

"x

3

8

"x1'-7

3

8

"

END TRANSVERSE

BAR (TYP.)

3

4

"

2

3

8

"

MANHOLE AND

FRAME COVER

 EL: AS SHOWN BELOW

RIM: AS SHOWN ON PLAN

ADJUST RISERS

TO GRADE

72"

POURED CONCRETE

INVERT

B

B

24" DIA MH COVER

12" DIA ACCESS COVER

15" HDPE INLET

ACCESS PORT AND

FRAME COVER

OUTLET

STRUCTURE ID

OUTLET CONTROL

STRUCTURE - 1

OUTLET CONTROL

STRUCTURE - 2

OUTLET CONTROL

STRUCTURE - 3

4" ORIFICE

EL.

80.00

77.80

77.00

8" ORIFICE

EL.

82.00

79.80

79.00

6'

RECTANGULAR

WEIR EL.

83.50

81.00

80.50

4" ORIFICE

INV AS SHOWN BELOW
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V
A
R
I
E
S

1% SLOPE MIN.

ROOF LEADER DRAIN LINE

ROOF LEADER DRAIN PIPE

ROOF LEADER TO PVC

DRAIN LINE ADAPTER

ROOF LEADER

BUILDING WALL

45° WYE CONNECTION TO COLLECTOR PIPE

LONG RADIUS ELBOW

PLAN VIEW

ROOF LEADER CONNECTION

TO COLLECTOR PIPE

ROOF LEADER

BUILDING WALL

45° WYE CONNECTION

STRAIGHT LENGTH OF

DRAIN LINE AS REQUIRED

ELBOW AS REQUIRED

COLLECTOR PIPE

48" DIA.

MANHOLE DETAIL

CAST IRON MANHOLE FRAME & COVER SHALL BE EAST

JORDAN IRON WORKS 1248A OR APPROVED EQUAL AND

SHALL HAVE THE WORDS "STORM SEWER" CAST INTO THE

COVER

CEMENT MORTAR

ADJUST TO GRADE WITH A MINIMUM OF

ONE AND MAXIMIMUM OF

THREE COURSES OF BRICK

PRECAST REINFORCED CONCRETE MANHOLE

CONE SECTION

48" DIA. X 5" WALL MANHOLE RISER

PIPE IN 1'-0", 2'-0", 3'-0", 4'-0"

OR LONGER LENGTHS AS REQUIRED

MINIMUM AREA OF CIRCUMFERENTIAL

STEEL = 0.12 IN²/ LINEAR FOOT

CONCRETE AND ROUND RUBBER

GASKET JOINT IN ACCORDANCE

WITH A.S.T.M. SPECIFICATION

C-361-74

PRECAST REINFORCED CONCRETE BASE

IN 2'-0", 3'-0", 4'-0", 5'-0"

OR LONGER LENGTHS AS REQUIRED

MINIMUM AREA OF CIRCUMFERENTIAL

STEEL = 0.12 IN²/ LINEAR FOOT

(BOTH FACES)

JOINT TO BE FILLED WITH

NON-SHRINK MORTAR

AREA OF REINFORCING

STEEL = 0.12 IN²/ LINEAR FOOT

48" DIA.

3
6
"

D
E
P
T
H

 
V
A
R
I
E
S

6"

6"

6"

4" MIN.

6"

5"

5-1/8"

12"

12"

2

1

4

"

24"

8"

NOM.

CONCRETE FORM INVERT

BEDDING MATERIAL,

3/4" CRUSHED STONE

CTDOT FORM 817, ARTICLE M.01.01

NO. 6 STONE

NOTES:

1. REINFORCING STEEL WELDED WIRE FABRIC SHALL CONFORM TO LATEST ASTM SPECIFICATION A185.

2. REINFORCING STEEL DEFORMED BARS SHALL CONFORM TO LATEST ASTM SPECIFICATION A615.

3. CONCRETE COMPRESSIVE STRENGTH: 5,000 PSI - 28 DAYS.

4. MANHOLE STEP TO CONFORM TO OSHA AND ASTM SPECIFICATIONS.

5. MONOLITHIC BASE SECTION.

PRECAST CONCRETE STORM SEWER STRUCTURE NOTES:

1. REINFORCING STEEL WELDED WIRE FABRIC CONFORMS TO

LATEST ASTM SPECIFICATION A185.

2. REINFORCING STEEL DEFORMED BARS SHALL CONFORM TO

LATEST ASTM SPECIFICATION A615.

3. CONCRETE COMPRESSIVE STRENGTH - 4000 PSI AT 28 DAYS.

4. METHOD OF MANUFACTURE: WET CAST.

5. SECTION IS MONOLITHIC

6. DESIGN LOAD: ASHTO H-20.

7. SET FLAT SLAB IN FULL BED OF MORTAR.

8. FLAT SLAB MH TOPS SHALL BE CAPABLE OF WITHSTANDING

AASHTO H-20 LOADING.

9. INSTALL FRAMES AND GRATES TO GRADE WITH MIN. 2 MAX. 4

COURSES OF CONC. BRICK OR PRECAST RINGS - ALL UNITS

SET IN FULL BED OF MORTAR.

10. FLAT SLAB TOP SHALL BE 6" THICK MIN.

30"

22"

30"

24"

24"

TOP

SLAB

2
'
 
M

I
N

.
 
S
U

M
P

4
"

M
I
N

3"

3
"

D
E
P
T
H

 
A
S
 
R
E
Q

U
I
R
E
D

(
S
E
E
 
P
L
A
N

 
S
H

E
E
T
S
)

PIPE OPENINGS

CAST IN

(AS REQUIRED)

GRATE SHALL BE 24"

DIAMETER, CAST

"HEAVY DUTY" TO

WITHSTAND H-20

LOADING, AND SHALL

HAVE AN 4" TALL FRAME

UNLESS OTHERWISE

NOTED

4
"

24"

30"

22"

8
"

48" DIA.

70" DIA.

6'' TYP.

3
6
"
 
O

R
 
4
8
"
 
S
E
C
T
I
O

N
S

1
2
"

6
"

24"

1
2
"

NOTES

1. REINFORCING ASTM A185 AREA 48" DIA. 0.12 SQ. IN./V.F., AREA 60" DIA. 0.17 SQ. IN./V.F.

REINFORCE BELL & SPIGOT.

2. CONCRETE COMPRESSIVE STRENGTH: 5,000 psi - 28 DAYS

3. MANHOLE STEP TO CONFORM TO OSHA AND ASTM SPECIFICATIONS.

4. MONOLITHIC BASE SECTION.

5"

ADJUST TO GRADE

WITH A MINIMUM

OF ONE AND

MAXIMIMUM OF

THREE COURSES

OF BRICK

CEMENT MORTAR.

CONFORMING TO

CTDOT FORM 817,

ARTICLE M.11.04

CONCRETE FORM INVERT

CLASS "A" CONCRETE 3,000psi

CONFORMING TO ConnDOT

FORM 817, ARTICLE M.03.01

KNOCKOUTS FOR

PIPES 4'' MIN.

FROM TOP &

BOTTOM OF BASE

JOINT TO BE FILLED

WITH NON-SHRINK

GROUT CONFORMING TO

ConnDOT FORM 817,

ARTICLE M.03.01-12

RUNGS

BEDDING MATERIAL,

 3/4" CRUSHED STONE

CTDOT FORM 817

ARTICLE M.01.01

NO. 6 STONE

6
"

8
"

60" DIA.

84" DIA.

6'' TYP.

3
6
"
 
O

R
 
4
8
"
 
S
E
C
T
I
O

N
S

1
2
"

1
3
"

24"

1
2
"

NOTES

1. REINFORCING ASTM A185 AREA 48" DIA. 0.12 SQ. IN./V.F., AREA 60" DIA. 0.17 SQ. IN./V.F.

REINFORCE BELL & SPIGOT.

2. CONCRETE COMPRESSIVE STRENGTH: 5,000 psi - 28 DAYS

3. MANHOLE STEP TO CONFORM TO OSHA AND ASTM SPECIFICATIONS.

4. MONOLITHIC BASE SECTION.

6"

ADJUST TO GRADE

WITH A MINIMUM

OF ONE AND

MAXIMIMUM OF

THREE COURSES

OF BRICK

CEMENT MORTAR.

CONFORMING TO

CTDOT FORM 817,

ARTICLE M.11.04

CONCRETE FORM INVERT

CLASS "A" CONCRETE 3,000psi

CONFORMING TO ConnDOT

FORM 817, ARTICLE M.03.01

KNOCKOUTS FOR

PIPES 4'' MIN.

FROM TOP &

BOTTOM OF BASE

JOINT TO BE FILLED

WITH NON-SHRINK

GROUT CONFORMING TO

ConnDOT FORM 817,

ARTICLE M.03.01-12

RUNGS

BEDDING MATERIAL,

 3/4" CRUSHED STONE

CTDOT FORM 817

ARTICLE M.01.01

NO. 6 STONE

6
"

CAST IRON MANHOLE FRAME & COVER SHALL BE

EAST JORDAN IRON WORKS 1248A OR APPROVED

EQUAL AND SHALL HAVE THE WORDS "STORM

SEWER" CAST INTO THE COVER

CAST IRON MANHOLE FRAME & COVER SHALL BE

EAST JORDAN IRON WORKS 1248A OR APPROVED

EQUAL AND SHALL HAVE THE WORDS "STORM

SEWER" CAST INTO THE COVER

CONCRETE FORM INVERT

CLASS "A" CONCRETE 3,000psi

CONFORMING TO ConnDOT

FORM 817, ARTICLE M.03.01

MDS

JAR

DCH
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TRENCH WIDTH

PIPE ID (<30") + 2'-0"

PIPE ID (>30") + 3'-0"

BACKFILL MATERIAL

FREE OF LARGE STONES,

ORGANIC AND FROZEN

MATERIAL

BEDDING MATERIAL, 3/4" CRUSHED STONE

CTDOT FORM 817 ARTICLE M.01.01

NO. 6 STONE

SPECIAL FOUNDATION IF ORDERED

BY ENGINEER. (TO BE INCLUDED AS

PART OF BEDDING MATERIAL.)

SUPPORT SYSTEM

(AS REQUIRED)

D

I

A

.

12" MIN.

HDPE TRENCH BEDDING

4" IN EARTH

12" IN ROCK

HDPE PIPE

4
"

WARNING

TAPE

FILTER

FABRIC

CIRCULAR RCP TRENCH BEDDING

6
"

18" FOR 6"Ø

16" FOR 4"Ø

6" 6"

3
6
"

OVERLAP FILTER FABRIC 18" FROM

EACH SIDE OF TRENCH TO PROVIDE

TWO LAYERS ON TOP OF TRENCH

4" MIN.

TOPSOIL AND SEED

EXISTING GRADE

MIRAFI 500X FILTER FABRIC

OR APPROVED EQUIVALENT

CTDOT No.3 CRUSHED STONE

ADDITIONAL DEPTH WHERE BOTTOM

IS UNSTABLE OR IN ROCK

4" OR 6" ADS N-12

PERFORATED HDPE PIPE

TRENCH WIDTH

PIPE ID (<30") + 2'-0"

PIPE ID (>30") + 3'-0"

DIA.

SUPPORT SYSTEM

(AS REQUIRED)

SPECIAL FOUNDATION IF ORDERED

BY ENGINEER. (TO BE INCLUDED AS

PART OF BEDDING MATERIAL)

4" MIN. IN EARTH

12" MIN. IN ROCK

BEDDING MATERIAL, CTDOT FORM 817,

ARTICLE M.08.01-21 TO SHEETING OR

UNDISTURBED GROUND. SUBSTITUTE

BEDDING MATERIAL FOR 3/4" CRUSHED

STONE, CTDOT FORM 817 ARTICLE M.01.01,

NO. 6 STONE IF GROUNDWATER IS

ENCOUNTERED.

WARNING

TAPE

12" MIN.

BEDDING MATERIAL, CTDOT FORM 817,

ARTICLE M.08.01-21 TO SHEETING OR

UNDISTURBED GROUND

1

4

 PIPE OD

MDS

JAR

DCH

               MINIMUM 6" COMPACTED GRAVEL

SECTION A - A

TOP AND SIDES

SEALED TO

VAULT

BAFFLE WALL

SEALANT

EXTRUDED BUNA N SEAL

1'-10"

PLAN VIEW B - B

3'-0"

TYP

10'-0"

BUTYL

RUBBER

SEALANT

7'-0"

TYP

3'-0"

TYP

INLET INVERT

CONCRETE REINFORCED

FOR HS20 LOADING

INLET VARIES, SEE NOTES 8 & 9.

INLET PIPE MUST BE A CORNER INLET

TO INTRODUCE FLOW TANGENTIALLY

TO THE SWIRL CHAMBER.

A
90°

SEALANT

B

ALUMINUM SWIRL

CHAMBER

WEIR

3'-0"

TYP

ORIFICE

OUTLET INVERT

4'-0"

OUTLET VARIES,

SEE NOTE 9

WEIR

FLOW CONTROL WALL

ORIFICE

RISERS BY OTHERS

RIM ELEVATIONS TO

MATCH FINISHED GRADE

B

2'-0"1'-6"

6" CONCRETE TYP

A

WEIR

AND

ORIFICE

PLATES

STANDARD DETAIL

STORMWATER TREATMENT SYSTEM

VORTECHS

®

 MODEL 2000

U.S. PATENT No. 5,759,415

DATE: SCALE: CHECKED:DRAWN:FILE NAME:10/4/06 NONE STD2K JBS NDG

7.  SWTS SHALL HAVE NO INTERNAL COMPONENTS THAT OBSTRUCT MAINTENANCE

ACCESS

8.  INLET PIPE MUST BE PERPENDICULAR TO THE STRUCTURE

9.  PIPE ORIENTATION MAY VARY; SEE SITE PLAN FOR SIZE AND LOCATION

10. PURCHASER SHALL NOT BE RESPONSIBLE FOR ASSEMBLY OF UNIT

11. MANHOLE FRAMES AND PERFORATED COVERS SUPPLIED WITH SYSTEM, NOT

INSTALLED

12. PURCHASER TO PREPARE EXCAVATION AND PROVIDE CRANE FOR OFF-LOADING AND

SETTING AT TIME OF DELIVERY

13. VORTECHS SYSTEMS BY CONTECH STORMWATER SOLUTIONS; PORTLAND, OR (800)

548-4667; SCARBOROUGH, ME (877) 907-8676; LINTHICUM, MD (866) 740-3318.

NOTES:

1.  STORMWATER TREATMENT SYSTEM (SWTS) SHALL HAVE:

     PEAK TREATMENT CAPACITY: 2.8 CFS

     SEDIMENT STORAGE: 1.2 CU YD

     SEDIMENT CHAMBER DIA: 4' MIN

2.  SWTS SHALL BE CONTAINED IN ONE RECTANGULAR STRUCTURE

3.  SWTS REMOVAL EFFICIENCY SHALL BE DOCUMENTED BASED ON PARTICLE SIZE

4.  SWTS SHALL RETAIN FLOATABLES AND TRAPPED SEDIMENT UP TO AND

    INCLUDING PEAK TREATMENT CAPACITY

5.  SWTS INVERTS IN AND OUT ARE TYPICALLY AT THE SAME ELEVATION

6.  SWTS SHALL NOT BE COMPROMISED BY EFFECTS OF DOWNSTREAM TAILWATER

PROPRIETARY INFORMATION - NOT TO BE USED FOR CONSTRUCTION PURPOSES

This CADD file is for the purpose of specifying stormwater treatment equipment to be furnished by CONTECH Stormwater Solutions and may only be transferred to other documents exactly as provided

by CONTECH Stormwater Solutions.  Title block information, excluding the CONTECH Stormwater Solutions logo and the Vortechs Stormwater Treatment System designation and patent number, may

be deleted if necessary.  Revisions to any part of this CADD file without prior coordination with CONTECH Stormwater Solutions shall be considered unauthorized use of proprietary information.

NOTE:

VORTECHS SYSTEMS INSTALLED IN

A BYPASS CONFIGURATION

REQUIRE AN UPSTREAM DIVERSION

STRUCTURE THAT SHALL BE

DETAILED BY THE CONSULTING

ENGINEER WITH ELEVATION AND

WEIR WIDTH DATA PROVIDED BY

CONTECH STORMWATER

SOLUTIONS.

5'-0"

11'-0"

3'-0"

TYP

3'-0"

TYP

3'-0"

TYP

ORIFICE

WEIR

INLET INVERT OUTLET INVERT

A
A

PLAN VIEW B - B

B
B

1'-10" 1'-6" 2'-0"

SEALANT

FLOW CONTROL WALL

6" CONCRETE TYP

ORIFICE

WEIR

7'-0"

TYP

EXTRUDED BUNA N SEAL

BUTYL

RUBBER

SEALANT

TOP AND SIDES

SEALED TO VAULT

CONCRETE REINFORCED

FOR HS20 LOADING

RISERS BY OTHERS

BAFFLE WALL
SEALANT

OUTLET VARIES,

SEE NOTE 9

RIM ELEVATIONS TO

MATCH FINISHED GRADE

SECTION A - A

               MINIMUM 6" COMPACTED GRAVEL

90°

ALUMINUM

SWIRL

CHAMBER

INLET VARIES, SEE NOTES 8 & 9.

INLET PIPE MUST BE A CORNER INLET

TO INTRODUCE FLOW TANGENTIALLY

TO THE SWIRL CHAMBER.

WEIR

AND

ORIFICE

PLATES

STANDARD DETAIL

STORMWATER TREATMENT SYSTEM

VORTECHS

®

 MODEL 3000

U.S. PATENT No. 5,759,415

DATE: SCALE: CHECKED:DRAWN:FILE NAME:10/4/06 NONE STD3K JBS NDG

7.  SWTS SHALL HAVE NO INTERNAL COMPONENTS THAT OBSTRUCT MAINTENANCE

ACCESS

8.  INLET PIPE MUST BE PERPENDICULAR TO THE STRUCTURE

9.  PIPE ORIENTATION MAY VARY; SEE SITE PLAN FOR SIZE AND LOCATION

10. PURCHASER SHALL NOT BE RESPONSIBLE FOR ASSEMBLY OF UNIT

11. MANHOLE FRAMES AND PERFORATED COVERS SUPPLIED WITH SYSTEM, NOT

INSTALLED

12. PURCHASER TO PREPARE EXCAVATION AND PROVIDE CRANE FOR OFF-LOADING AND

SETTING AT TIME OF DELIVERY

13. VORTECHS SYSTEMS BY CONTECH STORMWATER SOLUTIONS; PORTLAND, OR

(800)548-4667; SCARBOROUGH, ME (877) 907-8676; LINTHICUM, MD (866) 740-3318.

NOTES:

1.  STORMWATER TREATMENT SYSTEM (SWTS) SHALL HAVE:

     PEAK TREATMENT CAPACITY: 4.5 CFS

     SEDIMENT STORAGE: 1.8 CU YD

     SEDIMENT CHAMBER DIA: 5' MIN

2.  SWTS SHALL BE CONTAINED IN ONE RECTANGULAR STRUCTURE

3.  SWTS REMOVAL EFFICIENCY SHALL BE DOCUMENTED BASED ON PARTICLE SIZE

4.  SWTS SHALL RETAIN FLOATABLES AND TRAPPED SEDIMENT UP TO AND

    INCLUDING PEAK TREATMENT CAPACITY

5.  SWTS INVERTS IN AND OUT ARE TYPICALLY AT THE SAME ELEVATION

6.  SWTS SHALL NOT BE COMPROMISED BY EFFECTS OF DOWNSTREAM TAILWATER

PROPRIETARY INFORMATION - NOT TO BE USED FOR CONSTRUCTION PURPOSES

This CADD file is for the purpose of specifying stormwater treatment equipment to be furnished by CONTECH Stormwater Solutions and may only be transferred to other documents exactly as provided

by CONTECH Stormwater Solutions.  Title block information, excluding the CONTECH Stormwater Solutions logo and the Vortechs Stormwater Treatment System designation and patent number, may

be deleted if necessary.  Revisions to any part of this CADD file without prior coordination with CONTECH Stormwater Solutions shall be considered unauthorized use of proprietary information.

NOTE:

VORTECHS SYSTEMS INSTALLED IN

A BYPASS CONFIGURATION

REQUIRE AN UPSTREAM DIVERSION

STRUCTURE THAT SHALL BE

DETAILED BY THE CONSULTING

ENGINEER WITH ELEVATION AND

WEIR WIDTH DATA PROVIDED BY

CONTECH STORMWATER

SOLUTIONS.

6'-0"

12'-0"

3'-0"

TYP

3'-0"

TYP

3'-0"

TYP

ORIFICE

WEIR

INLET INVERT OUTLET INVERT

A
A

PLAN VIEW B - B

B
B

SECTION A - A

1'-10" 1'-6" 2'-0"

SEALANT

6" CONCRETE TYP

ORIFICE

WEIR

7'-0"

TYP

90°

EXTRUDED BUNA N SEAL

RIM ELEVATIONS TO

MATCH FINISHED GRADE

RISERS BY OTHERS

BUTYL

RUBBER

SEALANT

TOP AND

SIDES SEALED

TO VAULT

INLET VARIES, SEE NOTES 8 & 9.

INLET PIPE MUST BE A CORNER INLET

TO INTRODUCE FLOW TANGENTIALLY

TO THE SWIRL CHAMBER.

SEALANT

ALUMINUM SWIRL

CHAMBER

OUTLET MAY VARY,

SEE NOTE 9

FLOW CONTROL WALL

BAFFLE WALL

               MINIMUM 6" COMPACTED GRAVEL

CONCRETE REINFORCED

FOR HS20 LOADING

WEIR

AND

ORIFICE

PLATES

STANDARD DETAIL

STORMWATER TREATMENT SYSTEM

VORTECHS

®

 MODEL 4000

U.S. PATENT No. 5,759,415

DATE: SCALE: CHECKED:DRAWN:FILE NAME:10/4/06 NONE STD4K JBS NDG

7.  SWTS SHALL HAVE NO INTERNAL COMPONENTS THAT OBSTRUCT MAINTENANCE

ACCESS

8.  INLET PIPE MUST BE PERPENDICULAR TO THE STRUCTURE

9.  PIPE ORIENTATION MAY VARY; SEE SITE PLAN FOR SIZE AND LOCATION

10. PURCHASER SHALL NOT BE RESPONSIBLE FOR ASSEMBLY OF UNIT

11. MANHOLE FRAMES AND PERFORATED COVERS SUPPLIED WITH SYSTEM, NOT

INSTALLED

12. PURCHASER TO PREPARE EXCAVATION AND PROVIDE CRANE FOR OFF-LOADING AND

SETTING AT TIME OF DELIVERY

13. VORTECHS SYSTEMS BY CONTECH STORMWATER SOLUTIONS; PORTLAND, OR

(800)548-4667; SCARBOROUGH, ME (877) 907-8676; LINTHICUM, MD (866) 740-3318.

NOTES:

1.  STORMWATER TREATMENT SYSTEM (SWTS) SHALL HAVE:

     PEAK TREATMENT CAPACITY: 6 CFS

     SEDIMENT STORAGE: 2.4 CU YD

     SEDIMENT CHAMBER DIA: 6' MIN

2.  SWTS SHALL BE CONTAINED IN ONE RECTANGULAR STRUCTURE

3.  SWTS REMOVAL EFFICIENCY SHALL BE DOCUMENTED BASED ON PARTICLE SIZE

4.  SWTS SHALL RETAIN FLOATABLES AND TRAPPED SEDIMENT UP TO AND

    INCLUDING PEAK TREATMENT CAPACITY

5.  SWTS INVERTS IN AND OUT ARE TYPICALLY AT THE SAME ELEVATION

6.  SWTS SHALL NOT BE COMPROMISED BY EFFECTS OF DOWNSTREAM TAILWATER

PROPRIETARY INFORMATION - NOT TO BE USED FOR CONSTRUCTION PURPOSES

This CADD file is for the purpose of specifying stormwater treatment equipment to be furnished by CONTECH Stormwater Solutions and may only be transferred to other documents exactly as provided

by CONTECH Stormwater Solutions.  Title block information, excluding the CONTECH Stormwater Solutions logo and the Vortechs Stormwater Treatment System designation and patent number, may

be deleted if necessary.  Revisions to any part of this CADD file without prior coordination with CONTECH Stormwater Solutions shall be considered unauthorized use of proprietary information.

NOTE:

VORTECHS SYSTEMS INSTALLED IN

A BYPASS CONFIGURATION

REQUIRE AN UPSTREAM DIVERSION

STRUCTURE THAT SHALL BE

DETAILED BY THE CONSULTING

ENGINEER WITH ELEVATION AND

WEIR WIDTH DATA PROVIDED BY

CONTECH STORMWATER

SOLUTIONS.
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MDS

JAR

DCH

2'-0"

2'-0"

A

A

INFLOW

NOTES:

1. THE CULVERT SHALL BE CONSTRUCTED OF FOUR SIDED SECTIONS WITH OPEN ENDS

MONOLITHICALLY PRECAST OF REINFORCED CONCRETE TO THE INSIDE DIMENSIONS

AND FILLETS SHOWN.  ROOF, FLOOR, AND SIDEWALL THICKNESSES SHALL BE

ADEQUATE TO CARRY ALL DESIGN STRESSES AND PROVIDE A MINIMUM OF 1

1

2

"

REINFORCEMENT COVER.

2. CONCRETE FOR PRECAST UNITS SHALL BE BASED ON F'C = 5,000 PSI.

3. REINFORCEMENT SHALL BE ASTM A615 GRADE 60 STEEL, FS (TENSILE) = 24,000 PSI.

REINFORCING WORK SHALL BE DONE IN ACCORDANCE WITH "BUILDING CODE

REQUIREMENTS FOR REINFORCED CONCRETE", ACI 318-86, 1986 CODE AND ACI 315

"MANUAL OF STANDARD PRACTICE FOR DETAILING REINFORCED CONCRETE

STRUCTURES".  SPLICES SHALL COMPLY WITH ACI 318-86, BUT SHALL IN NO CASE BE

LESS THAN 36 DIAMETERS.

4. PRECAST UNITS MUST SUPPORT AASHTO H-20 LOADING.

5. EACH SECTION SHALL HAVE A MALE AND FEMALE END WITH NOT LESS THAN 1

1

2

"

CONCRETE OVERLAP.  EACH JOINT SHALL BE PROVIDED WITH A PREPLACED NEOPRENE

OR OTHER SUITABLE GASKET.  JOINTS SHALL FIT TOGETHER AND PROVIDE GOOD

ALIGNMENT OF SECTIONS AND INSIDE SURFACES.

6. PROVIDE DAMPPROOFING ON ALL VERTICAL SURFACES.

7. PRECAST ENDPIECES WILL BE PROVIDED AT EACH END OF THE ASSEMBLED CULVERT.

6"
6"

8
"

8
"

4
'
-
0
"

8'-0" (TYP.)

6" GRAVEL FILL

24" INTERCONNECTION BETWEEN

BOXES.  SEAL ANNULAR SPACE

BETWEEN CONNECTION AND BOX

WITH NON-SHRINK GROUT

ACCESS MANHOLES TO GRADE

4' X 8' PRECAST

CONC. BOX CULVERT

12" OUTLET

12" OUTLET

6" GRAVEL FILL

4' X 8' PRECAST CONC. BOX CULVERT

WATERSTOP

1" KEYWAY WITH

INSERTS

CONC. BOX CULVERT END PIECE,

CAST AND PLACED AT PLANT

STORMWATER DETENTION SYSTEM - BOX CULVERTS

ADJUST TO GRADE

WITH 2 COURSES OF

BRICK (MAX.)

4'-0" 4'-0"

MANHOLE

RISER SECTION

MANHOLE

CONE SECTION
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15 7/16"

14"

5 1/8"

1 3/16"

8
 
1
/
4
"

3
 
1
/
8
"

1 3/8"

MANHOLE RUNG

COPOLYMER POLYPROPYLENE PLASTIC

1/2" GRADE 60 STEEL REINFORCEMENT

NOTE:

MANHOLE RUNGS ARE TO BE "SAFETY GREEN" PHOSPHORESCENT

COPOLYMER POLYPROPYLENE PLASTIC COATED 1/2" GRADE STEEL

REINFORCEMENT STEP MODEL No. PS2-PFSL AS MANUFACTURED BY M.A.

INDUSTRIES, INC. OR PRESS-SEAL GASKET,STEEL REINFORCED (GRADE 60

STEEL), COPOLYMER POLYPROPYLENE 14" MANHOLE SAFETY STEP PART #

P-14850 WITH BUILT-IN REFLECTORS. STEPS ARE TO BE FACTORY

INSTALLED BY THE MANUFACTURER OF THE MANHOLES

8"X 8"X D"-45° WYE

CONCRETE PAD

18"X 18" X 5"

DUCTILE IRON PIPE, DIA. = D

8"-45° ELBOW

8" PVC

CLEANOUT DETAIL

0.8 D

FLOW

.

SANITARY MANHOLE 

MANHOLE FRAME & COVER,

TYPE AS REQUIRED

PITCH

1

2

"/FT.

ADJUST TO GRADE WITH

MINIMUM OFTWO COURSES,

MAXIMUM SEVEN COURSES

OF BRICK OR PRECAST RINGS

PRECAST REINFORCED

CONCRETE MANHOLE

CONE SECTION

ALL JOINTS SHALL HAVE RUBBER

GASKETS IN ACCORDANCE

WITH ASTM SPEC. C-361

FLEXIBLE PIPE TO MANHOLE

CONNECTION FOR DIA. 15"

OR LESS

3'-0"

9"

4'-0"

3
'
-
0
"
 
M

I
N

.

E
C
C
E
N

T
R
I
C

M
A
N

H
O

L
E
 
C
O

N
E

V
A
R
I
E
S

3
'
-
0
"
 
M

I
N

.

8
"

M
I
N

.

6'-O" DIA.

5" WALL

1" GROUT

3"

MIN.

7"

1
'
-
0
"

2

1

4

"

M
I
N

.

6" MIN.

FOUNDATION

STONE

BB

4
"

M
I
N

.

7"

TYPICAL ALTERNATE

OUTLET (ANGLE TO SUIT)

OUTSIDE EDGE

OF MANHOLE BASE

FLEXIBLE

CONNECTION

STANDARD

MANHOLE STEP

BRICK OR CLASS "A"

CONCRETE BENCH

C

A

DUCTILE IRON/PVC CONNECTOR

PIPE SIZE

E DIA.

C

D

B DIA. OPENING

A DIA.

SCEURED RIM &

SCORIATED COVER

W/"C.O. CAST IN

ADJUSTABLE

HOUSING

LEVELLOC SCREWS

2"

PIPE SIZE A

5-1/8"

B

3-9/16"

3"

4"

5"

6"

6-3/4"

6-3/4"

8-15/16"

8-15/16"

5-3/16"

5-3/16"

7-3/8"

7-3/8"

C

3-1/4"

3-1/4"

3-1/4"

3-1/4"

3-1/4"

2-9/16"

D

2-9/16"

2-9/16"

2-9/16"

2-9/16"

E

5-3/4"

4"

5-3/4"

7-15/16"

7-15/16"

= MAXIMUM SPACE AVAILABLE FOR PIPE FITTING ENCLOSURE ETC.

CLEANOUT PIPING

SUPPLIED BY OTHERS

JOSAM CLEANOUT ACCESS HOUSING & COVER DETAIL

TRENCH WIDTH

PIPE ID (<30") + 2'-0"

PIPE ID (>30") + 3'-0"

STABLE BACKFILL MATERIAL

FREE OF LARGE STONES,

ORGANIC AND FROZEN

MATERIAL

BEDDING MATERIAL, SAND OR

SANDY SOIL PASSING 3/8" SIEVE,

NOT MORE THAN 10% PASSING

NO. 200 SIEVE

SUPPORT SYSTEM

(AS REQUIRED)

D

I

A

.

12" MIN.

P.V.C. TRENCH BEDDING

4" IN EARTH

12" IN ROCK

PVC PIPE

GREEN

WARNING TAPE

ADDITIONAL 

3

4"

 CRUSHED STONE

CTDOT FORM 817, ARTICLE

M.01.01 NO. 6 STONE IF ORDERED

BY ENGINEER. (TO BE INCLUDED

AS PART OF BEDDING MATERIAL.)

INLET

5
'
-
0
"

4
'
-
0
"

3
0
"

M
I
N

.

1
2
"

10'-6"

9'-6"

5
'
-
6
"

4
'
-
6
"

INLET

PLAN

10'-6"

9'-6"

OUTLET

OUTLET

ELEVATION

NOTES:

1. CLEANOUT MANHOLES SHOULD BE ELEVATED TO GRADE WITH WATERTIGHT ACCESS

COVERS.

2. HORIZONTAL JOINT SHALL BE ABOVE WATER LINE AT TOP OF TANK.

3. INTERIOR OF TANK SHALL BE COATED WITH AN EPOXY PETROLEUM RESISTANT SEALANT.

EXTERIOR OF TANK SHALL BE COATED WITH A WATERPROOF SEALANT.

4. VOIDS BETWEEN INLET AND/OR OUTLET PIPING AND CONCRETE WALLS MUST BE FILLED

WITH AN APPROVED WATERTIGHT, NON-SHRINKABLE GROUT MATERIAL, AND COATED

WITH WATER GROUT SEALANT.

5. TANK MUST BE VENTED WITH A 3" PVC VENT ATTACHED TO BUILDING WALL TO EXTEND

8'-0" ABOVE FINISHED GRADE.  INSTALL MUSHROOM CAP.

6. TANK SHALL BE DESIGNED FOR H20 LOADING.

TRANSITION

CONNECTOR

WATERTIGHT

SEALED JOINTS

AT INLET & OUTLET

MANHOLE ELEVATED TO GRADE

3" PVC VENT

EXISTING GRADE

JOINT TO TOP OF TANK

EXTERIOR PROTECTIVE

COATING

INTERIOR

PROTECTIVE COATING

STATIC LIQUID

LEVEL

12" PVC

TEE SECTION

VENT

MANHOLES

18"

MIN.

6
"

6
"

6
"

8
"

1000 GALLON GREASE TRAP
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BEND(22°)

TOP OF PIPE

 TEE

BEND(45°)

BEND (90°)

(TYP)

AGAINST UNDISTURBED SOIL

CONCRETE THRUST BLOCK

SECTION

SECTION

SECTION

SECTION

GRAVEL OR CRUSHED

STONE BEDDING

(COMPLETE)

GATE VALVE COVER

TRENCH WIDTH

SEE PAVEMENT DETAILS

IN GRASS AREAS

IN PAVEMENT

IN EARTHIN ROCK

3
'
-
9
"
 
M

I
N

.

3
'
-
9
"
 
M

I
N

.

3
'
-
9
"
 
M

I
N

.

4
"

GRAVEL OR CRUSHED

STONE BEDDING

(COMPLETE)

GATE VALVE COVER

4
"

1
2
"

4"

Trench Width

"A"

4
"

4
"

6
"

THRUST BLOCK DETAILS

NO SCALE

TYPICAL MJ GATE VALVE INSTALLATION

NO SCALE

TYPICAL MJ BUTTERFLY VALVE INSTALLATION

NO SCALE

WATER SERVICE

TYPICAL TRENCH DETAIL

NO SCALE

BLUE WARNING TAPE

VERTICAL LIMIT OF

PAYMENT LINE IN ROCK

PROCESSED AGGREGATE

NO ROCK SHALL BE CLOSER THAN

4" FROM OUTSIDE OF PIPE

HORIZONTAL LIMIT OF PAYMENT

LINE IN ROCK 6" BELOW PIPE

3/4" CRUSHED STONE

CTDOT FORM 817, ARTICLE M.01.01

NO. 6 STONE

RESTORE TO ORIGINAL CONDITION

TOP SOIL (6"MIN)

6" MJ GATE VALVE (OPEN RIGHT)

6" PIPE

DRAIN HOLE TO BE COVERED WITH STONES,

BUT NOT TO BE ENCASED IN CONCRETE.

THRUST BLOCK

4'x4'x8" CONCRETE PAD

3,500 PSI

HYDRANT AS REQUIRED BY THE

TOWN OF DARIEN AND/OR THE

DARIEN FIRE DEPARTMENT

PAVEMENT

GATE BOX

" TIE BOLTS WITH

 THREADED ROD, BOTH SIDES

THRUST BLOCK

8"x6" MJ TEE

6" PIPE

HYDRANT DETAIL

TOWN OF DARIEN

BEDDING MATERIAL, CTDOT FORM 817,

ARTICLE M.08.01-21 TO SHEETING OR

UNDISTURBED GROUND
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4-WAY (2x2) 4" TEL-DATA DUCTBANK

6
"

3
"
 
M

A
X
.

3
6
"

4"

1
3
"

76"

12"
24"

61/2"

13"

20 1/2"

7
"

PLAN

12"

52"

12"

OPENING

6
"

1
4
"

1
8
"

7
0
"

19" 19"

76"

9
"

2
5
"

A

SECTION A-A

24" KNOCKOUT

13" KNOCKOUT

13" KNOCKOUT

13" KNOCKOUT

INSERT

LOWER SECTION

INSERTS

IN ROOF

PRECAST THREE PHASE

TRANSFORMER PAD

A

NOTE:

1. PAD TO MEET ALL NORTHEAST UTILITIES SPECIFICATIONS.

5
'

M
I
N

5
'

M
A
X
.

1
0
'

M
I
N

3'

MIN

3'

MIN

BUILDING

TRANSFORMER

FRONT

TRAVELED WAY

T
R
A
V
E
L
E
D

 
W

A
Y

PAD MOUNTED TRANSFORMERS

LOCATION TO BUILDINGS AND ROADWAYS

BOUNDARY OF

CLEAR AREA

PROTECTIVE VEHICLE

POSTS IF REQUIRED

CONCRETE

PAD

CURB

BASE AND INTERMEDIATE

MASONRY LEVELING BLOCKS

SPACERS 5'-0" ON

AT BASE SPACERS

CENTER

5" P.V.C. CONDUIT

30" MINIMUM

(TYPICAL)

FINISHED GRADE

3" MINIMUM CLEARANCE

MARKING TAPEDUCTBANK

12" TYPICAL

(6" UNDER PAVEMENT OR SLABS)

3" MINIMUM SEPARATION

(TYPICAL)

(TYPICAL)

3" MINIMUM

SEPARATION

4-WAY (2x2) 5" ELECTRIC DUCTBANK

4000 P.S.I. CONCRETE

4'x6'x7' TEL-COM VAULT

1
9
"

19"

BASE AND INTERMEDIATE

MASONRY LEVELING BLOCKS

SPACERS 5'-0" ON

AT BASE SPACERS

CENTER

4" P.V.C. CONDUIT

30" MINIMUM

(TYPICAL)

FINISHED GRADE

3" MINIMUM CLEARANCE

MARKING TAPEDUCTBANK

12" TYPICAL

(6" UNDER PAVEMENT OR SLABS)

3" MINIMUM SEPARATION

(TYPICAL)

(TYPICAL)

3" MINIMUM

SEPARATION

4000 P.S.I. CONCRETE

1
7
"

17"

SUPPLY GRADING

RINGS, FRAME AND

COVER PER TEL-DATA

COMPANY STANDARDS

MDS

JAR

DCH



LO
A
D

IN
G

Darien Fire Truck

D
a
r
ie

n
 F

ir
e
 T

r
u
c
k

Darien Fire Truck

D
a
r
ie

n
 
F
ir
e
 
T
r
u
c
k

D
a
r
ie

n
 F

ir
e
 T

r
u
c
k

D
a
r
ie

n
 F

ir
e
 T

r
u
c
k

N

MDS

JAR

JWB

C10.0

TURNING MOVEMENT PLAN

1" = 40'

00 40' 80'

SCALE IN FEET

GRAPHIC SCALE

P0695

Darien, Connecticut

Noroton
Heights
Shopping
Center

Planning & Zoning

Submission

P
l
o
t
t
e
d
 
O

n
:
N

o
v
 
2
3
,
 
2
0
1
6
-
8
:
3
6
a
m

 
B
y
:
 
s
a
n
s
o
n
e
m

L
a
s
t
 
S
a
v
e
d
:

1
1
/
1
1
/
2
0
1
6

T
i
g
h
e
 
&

 
B
o
n
d
:
J
:
\
P
\
P
0
6
9
5
 
J
&

G
 
P
a
l
m

e
r
 
M

i
x
e
d
 
U

s
e
\
D

r
a
w

i
n
g
\
S
h
e
e
t
\
P
0
6
9
5
-
C
-
1
0
0
0
-
T
U

R
N

.
d
w

g

P0695-C-1000-TURN.dwg

CHECKED:

DRAWN BY:

FILE:

DATE:
NOVEMBER 30, 2016

APPROVED:

SCALE:

1 INCH0

VERIFY SCALE

IF NOT ONE INCH ON

THIS SHEET, ADJUST

SCALES ACCORDINGLY

BAR IS 1 INCH ON

ORIGINAL DRAWING

PROJECT NO:

MARK DATE

DESCRIPTION

- -

-

www.tighebond.com
1000 Bridgeport Avenue

Suite 320

Shelton, CT 06484

(203) 712-1100

46.5

8.5 21 4

DARIEN FIRE TRUCK

Overall Length 46.500ft

Overall Width 8.000ft

Overall Body Height 10.432ft

Min Body Ground Clearance 0.862ft

Track Width 8.000ft

Lock-to-lock time 5.00s

Curb to Curb Turning Radius 47.000ft
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1.0 0.2 0.4

1.2 0.3

1.6 0.3 0.3

1.9 0.3 0.3

1.8 0.3 0.3

1.5 0.3 0.3

1.1 0.2 0.3

0.7 0.3

0.5 0.3

0.4 0.3

0.3 0.3

0.3 0.4

0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

Luminaire Schedule

Symbol Qty

Calculation Summary

Label CalcType Units Avg

Label Arrangement LLF Description

Max Min Avg/Min Grid Z

EXIT ENTRANCE A Illuminance

[MANUFAC] Arr. Watts Lum. Lumens Lumens/Lamp

Fc 1.03 2.4 0.5 2.06 0

EXIT ENTRANCE B Illuminance Fc 0.98 2.1 0.4 2.45 0

LOT A Illuminance Fc

19 S4 SINGLE 0.900 ALN540-Y4-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 74 4029 N.A.

27 S5 SINGLE 0.900 ALN540-Y5-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 73.8 3728 N.A.

12 S2 SINGLE 0.900 ALN540-Y2-32LED-3K-700 ARCHITECTURAL AREA LIGHTING 74.2 4320 N.A.

0.75 2.3 0.1 7.50 0

LOT B Illuminance Fc 1.00 2.4 0.3 3.33 0

LOT C Illuminance Fc 0.87 1.8 0.0 N.A. 0

LOT D Illuminance Fc 0.64 1.8 0.2 3.20 0

LOT E Illuminance Fc 1.18 2.2 0.1 11.80 0

LOT F Illuminance Fc 0.51 1.7 0.0 N.A. 0

SIDEWALK A_Top Illuminance Fc 1.39 3.0 0.0 N.A. 0.3

SIDEWALK B_Top_1 Illuminance Fc 2.00 4.4 0.2 10.00 0.3

SIDEWALK C Illuminance Fc 0.00 0.0 0.0 N.A. 0
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LOADING W

O V E R H A N G

CO
N

CR
ET

E

SI
D

EW
AL

K

OVERHEAD  W
IRES

CART
RACK

RIM=70.04
INV=64.34

189.4' MH TO MH

8"SANITARY

TANK
(FULL)

GREASE TRAP

CL&P EASEMENT

N / F
DIANE CALVE

N / F
ROSEMARY HUERTAS N / F

JOSEPHINE A. VALENTE

N / F
PAUL  GUIDRY

CHINKARA SINGH-GUIDRY

N / F
FAIRFIELD PROPERTIES INC.

N / F
NOROTON  HEIGHTS

 SHOPPING  CENTER,  INC.

N / F
SHENWEI  QIN

279 WEST AVENUE
ASSESSORS LOT 5&6

N / F
STEPHEN LAWRENCE PENDRAY

281 WEST AVENUE
ASSESSORS LOT 7

STEPHANIE ANN PENDRAY

310 HEIGHTS ROAD
ASSESSORS LOT 25&26

346 HEIGHTS ROAD
ASSESSORS LOTS 22, 23, 24

N / F
JONATHAN BUYS

283 WEST AVENUE
ASSESSORS LOT 8

PAMELA SPARKMANN / F

285 WEST AVENUE
ASSESSORS LOT 9

LISA R. WOLAK

287 WEST AVENUE
ASSESSORS LOT 10

289 WEST AVENUE
ASSESSORS LOT 11

291 WEST AVENUE
ASSESSORS LOT 12

N / F
MICHAEL YOUNG

293 WEST AVENUE
ASSESSORS LOT 14

CARLOTTA CASSIDY YOUNG
N / F

YAKOV GORODNITSKY

295 WEST AVENUE
ASSESSORS LOT 15

REBECCA TCHERNOFF
297 WEST AVENUE
ASSESSORS LOT 16

166 HOLLOW TREE RIDGE ROAD
ASSESSORS LOT 20&21

CONCRETE SIDEWALK

CONCRETE SIDEWALK
CONCRETE CURB

CONCRETE CURB

12"RCP

12"RCP 12"RCP

HEIGHTS    ROAD

12"CH

15"A

15"A

18"L

12"L

12"M

12"C

12"M

18"O

30"O
12"M

18"O

24"L

18"L

15"L

12"P
15"L

12"H

12"L

12"L

24"M

30"M

18"L
30"L

12"P

18"SY

12"CH

12"SU

10"M

20"P

12"M

12"HM

12"CH

12"M

18"L

18"L

18"O

18"SY15"SY

12"SY

ZONE  LINE
R 1/5 ZONE

DC  ZONE

R 1/5 ZONE
DC  ZONE

W.M.

AS
PH

AL
T 

CU
RB

AS
PH

AL
T 

   
 C

U
RB

CONC. CURB
CL&P
#8006

RETAIL ERESTAURANT ERESTAURANT BRETAIL B
RETAIL A3RETAIL A1RESTAURANT A

RETAIL C1

RETAIL C2

RETAIL D2

RETAIL D3

RETAIL D1

RETAIL A2

RETAIL C3

T

LOT C
LOT D

LOT E

LOT F

LOT B

LOT A

SIDEWALK CSIDEWALK B
SIDEWALK A

S4
MH: 12

S4
MH: 12

S4
MH: 12

S5
MH: 12

S5
MH: 12

MH: 12
S5

S4
MH: 12

S5
MH: 12

S5
MH: 12

S5
MH: 12

MH: 12
S4

S4
MH: 12

S4
MH: 12

S4
MH: 12

S4
MH: 12

S4
MH: 12

S5
MH: 12

S5
MH: 12

S4
MH: 14

S5
MH: 12

S5
MH: 12

S4
MH: 14

S4
MH: 14

S4
MH: 14

S4
MH: 14

S4
MH: 14

MH: 14
S4

S5
MH: 14

S5
MH: 14

S5
MH: 14

S5
MH: 14

MH: 14
S5

MH: 14
S5

S5
MH: 14

S5
MH: 14

S5
MH: 14

S5
MH: 14

S5
MH: 14

S5
MH: 12

S5
MH: 12

S5
MH: 12

S5
MH: 12

S5
MH: 12

S4
MH: 12

S2
MH: 14 MH: 14

S2

MH: 14
S2

MH: 14
S2

MH: 14
S2

MH: 14
S2

S2
MH: 14

MH: 14
S2

MH: 12
S2

S2
MH: 14 MH: 14

S2
MH: 14
S2

MH: 12
S5

S4
MH: 14

0.2 0.2 0.1

0.2 0.2

0.5 0.5

1.1 1.1 0.7 0.3 0.2 0.2 0.2 0.2 0.3 0.6 1.1

2.0 1.2 0.8 0.7 0.8 0.6 0.4 0.3 0.3 0.3 0.3 0.4 0.6 1.1

1.3 1.1 1.4 1.6 1.2 0.7 0.4 0.4 0.3 0.3 0.4 0.5 0.8

1.7 2.3 1.5 0.8 0.6 0.6 0.6 0.5 0.5 0.5 0.6

0.9 0.7 0.9 1.2 1.2 0.8 0.6 0.6 0.8

0.5 0.6 1.2 2.0 2.0 1.1 0.6 0.7 1.1

1.7 1.3 1.0 0.8

0.9 1.3 1.5 1.6 1.5 0.9

0.7 0.9 1.2 2.0 2.4

0.6 0.7 1.0 1.7 1.9

0.9 0.9 0.8 1.0 1.0 0.6

1.8 1.2 0.8 0.6 0.5 0.4

2.3 1.5 0.8 0.5 0.4 0.3

1.7 1.2 0.7 0.6 0.5 0.4

0.9 0.8 0.7 0.8 0.8 0.8

0.8 0.8 0.8 1.1 1.4 1.2

1.2 0.9 0.8 1.2 1.4 1.3 0.8

1.7 1.1 0.8 0.9 1.0 0.9 0.6

0.7 0.6 0.5 0.5 0.4

0.1 2.0 2.0 0.3 2.2 2.0 1.0

0.7 1.1 1.7 1.7 1.2 0.7 1.5 2.1 2.0 1.4 1.3 2.0

0.7 0.7 0.7 0.7 0.9 0.9 0.9 0.9 0.9 0.9 0.8 1.1 1.4 1.3 1.0 1.2 1.2 1.3 1.4 1.3 1.2 1.4 2.0 2.2 1.2 0.8

1.2 1.3 0.9 0.6 0.6 0.6 0.7 1.1 1.4 1.3 0.9 0.9 0.9 1.0 1.2 1.6 1.7 1.3 1.3 1.4 1.4 1.3 1.4 1.5 1.1 1.1

1.1 0.6 0.5 0.5 0.7 1.2 1.4 1.5 2.0 2.2 1.6 1.2

0.6 0.4 0.3 1.0 1.1 1.9 0.9

0.3 0.2 0.1 0.1

0.4 0.2 0.1 0.1 0.0

1.0 0.9 1.0 1.0 0.9 0.9 0.8 0.5 0.6 0.7 0.4 0.3 0.1 0.1 0.1

0.4 0.4 0.3 0.3 0.3 0.4 0.3 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1

0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1

0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

1.1 0.9 0.6 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.8 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.4 0.4 0.5 0.7 0.7 0.5 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.9 0.7 0.5 0.6 0.8 1.1 1.1 0.8 0.5 0.5 0.7 1.2 1.3 0.8 0.4 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

1.1 0.8 0.6 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.8 1.3 1.3 0.9 0.4 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

1.2 0.9 0.6 0.5 0.5 0.7 0.6 0.5 0.4 0.4 0.6 0.9 0.9 0.6 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0

1.0 0.7 0.5 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.4 0.5 0.5 0.4 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0

0.6 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1

0.5 0.5 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.4 0.3 0.3 0.3 0.3 0.5 0.5 0.5 0.4 0.2 0.1 0.1

0.7 0.5 0.4 0.4 0.5 0.5 0.5 0.4 0.4 0.4 0.5 0.6 0.6 0.5 0.4 0.4 0.7 0.9 0.9 0.5 0.3

1.1 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.5 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.9 1.0 1.0 0.7 0.3

1.4 0.9 0.6 0.6 0.9 1.1 1.1 0.8 0.5 0.6 0.9 1.1 1.1 0.8 0.5 0.5 0.7 0.9 0.9 0.5 0.3

1.2 0.7 0.5 0.6 0.8 1.1 1.0 0.7 0.5 0.5 0.7 1.0 1.0 0.7 0.4 0.4 0.5 0.5 0.5 0.4

0.7 0.5 0.4 0.5 0.6 0.7 0.7 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.3 0.3 0.3 0.3 0.2

0.5 0.4 0.4 0.4 0.4 0.5 0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.2 0.2 0.2 0.2 0.1

0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.2 0.2 0.2 0.1

0.7 0.6 0.5 0.5 0.6 0.6 0.6 0.5 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.4 0.3 0.3 0.2 0.2

1.0 0.7 0.6 0.7 1.0 1.0 0.8 0.6 0.6 0.8 0.9 0.8 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.2

1.2 0.8 0.7 0.8 1.2 1.1 1.1 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.7 1.0 1.0 0.8 0.4 0.2

1.1 1.0 0.7 0.6 0.7 1.1 1.1 0.9 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.8 1.1 1.1 0.9 0.5 0.2

0.9 0.8 0.7 0.6 0.6 0.8 0.8 0.7 0.6 0.6 0.8 0.9 0.8 0.6 0.5 0.6 0.7 0.9 0.9 0.7 0.4 0.2

1.2 1.0 0.7 0.6 0.6 0.6 0.6 0.6 0.5 0.6 0.6 0.6 0.6 0.6 0.7 0.8 0.8 0.8 0.6 0.5 0.3 0.2

1.7 1.2 0.8 0.7 0.8 0.8 0.7 0.6 0.6 0.6 0.7 0.7 0.7 0.7 0.9 1.3 1.2 0.9 0.5 0.3 0.2 0.1

1.3 0.9 0.7 0.9 1.2 1.3 1.0 0.8 0.8 0.9 1.1 1.0 0.8 0.8 1.2 1.7 1.6 0.9 0.4 0.2 0.1 0.1

0.6 0.6 0.6 0.9 1.5 1.7 1.2 0.8 0.8 1.3 1.7 1.5 0.9 0.7 0.8 1.1 0.6 0.3 0.2 0.1 0.1

0.5 0.2 0.1 0.1 0.1

0.1 0.1 0.0

0.9 1.3 1.1

0.5 0.7 0.9 1.3

0.3 0.4 0.6 1.0

0.2 0.3 0.4 0.6

0.2 0.3 0.3 0.4

0.2 0.3 0.4 0.5

0.2 0.3 0.5 0.7

0.2 0.3 0.6 1.0

0.3 0.4 0.7 1.1

0.3 0.4 0.6 0.9

0.7 0.9

1.0 1.3

1.3 1.8

0.9 0.5 0.5 0.9

1.1 0.7 0.7 0.0 1.2

0.5 0.6 1.0 1.2 0.8 0.6 0.6 1.0 1.3 1.3 0.9 0.8 1.0 1.4 1.3 0.8 0.5 0.4 0.4 0.4 0.4 0.4 0.5 0.6

0.4 0.4 0.5 0.6 0.5 0.4 0.5 0.7 0.9 1.0 0.9 0.8 0.9 0.9 1.0 0.9 0.7 0.5 0.5 0.5 0.6 0.7 0.7 0.9

0.8 1.1 1.3 1.0 0.9 0.9 1.1 1.3 1.1 0.8 0.7 0.8 1.1 1.1 0.9 0.9

0.9 1.5 1.7 1.3 0.9 0.9 1.4 1.8 1.5 0.9 0.7 1.0 1.6 1.6 1.2 0.8

2.4 1.7

0.9 1.2

0.8 1.6

1.1 2.1

0.9 1.6

0.6 0.8

0.5 0.5

0.6 0.5

1.0 0.6

1.3 0.8

1.1 0.8

0.8 0.8

0.8 1.0

1.1 1.0

1.8 1.7 1.5

1.1 1.8 2.1

0.7 1.1 1.6 1.7 1.2

0.5 0.8 1.0 1.0 0.8

0.4 0.7 0.9 0.9 0.7

0.5 0.8 1.1 1.1 0.8

0.5 0.8 1.1

0.5 0.7 1.0

0.5 0.7 0.8

0.6 0.8

0.7 1.0

0.8 1.1

0.8 0.9

1.0 0.8

1.3 0.8

1.3 1.0

1.4

2.1 2.1 2.1

2.6 2.8 2.2 2.1 2.3 2.5 1.9 1.5 1.6 1.8 1.9 1.9 2.0 2.2 2.5 2.4 2.2 2.4 2.8 2.6 2.3 2.3 2.4 2.4 2.2 2.2 2.7 2.8 2.4 2.4 2.7 3.0 2.7 2.6

2.7 2.4 2.2 2.3 2.4 2.3 2.3 2.5 2.3 2.0 2.1 2.1 2.1 2.1 2.0 2.4 2.9 2.4 2.2 2.3 2.9 2.8 2.2 2.3 2.4 2.3 2.1 1.8 2.3 2.5 2.2 2.2 2.4 3.0 2.5 2.1

2.3 2.5 2.1 1.7 1.7 2.0 2.2 1.8 1.7 1.7 1.5 1.0 1.1

1.7 2.6 1.9 1.5 1.2 1.1 1.1 1.1 1.1 0.9 0.8 0.5 0.5

1.8 1.8 1.3 0.7 0.8 0.8 0.8 0.8 0.6 0.4 0.4 0.5

1.0 1.5 1.6 0.4 0.5

1.1 1.5 0.4 0.6

0.9 2.2 1.4 0.4 0.6

0.9 2.0 1.3 0.4 0.6

0.8 1.6 1.0 0.4 0.5

0.9 1.3 0.6 0.2 0.4 0.5

1.1 1.5 1.0 0.5 0.3 0.4 0.4

1.0 1.2 0.4 0.4

0.8 0.8 0.4 0.4

0.6 0.6 0.5 0.5

0.4 0.4 0.6 0.6

0.3

0.2

0.2

0.1

0.1

0.1

0.1

0.1

0.1

0.1 1.7

0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.4 0.4 0.4 0.5 0.7 0.9 1.1 1.3 1.4

0.1 0.4 0.5

0.0

0.0

0.9 1.0 1.2 1.3 1.4 1.6 1.5

1.8 1.7 1.4 1.4 1.3 1.1 1.0 1.3 1.5 1.6 1.7 1.9 2.2 2.6 2.1 1.9

2.3 2.4 2.3 2.1 1.9 1.9 1.7 1.7 1.6 1.6 1.6 1.7 1.9 1.9 2.4 3.1 2.3 2.3 2.6 2.8 2.9 3.0 3.0 3.0 3.2 3.9 3.1 3.1 3.1 3.1 3.0 2.8 2.6 2.4 2.5 3.0 2.3 2.1 1.9 1.8 1.7 1.7 1.7 1.8 1.9 1.9 2.7 2.9 2.2 2.1 2.4 3.0

2.9 2.3 2.2 2.6 3.1 2.3 2.0 2.1 2.2 2.2 2.1 2.2 2.6 2.9 2.5 2.5 3.0 3.4 3.5 3.6 4.0 4.0 4.3 4.4 3.7 3.4 3.8 4.4 4.4 4.1 3.9 3.6 3.7 3.7 2.8 2.5 2.5 3.1 2.9 2.2 2.1 2.0 1.9 1.8 1.6 1.4 2.0 1.8 1.6 1.6 1.6 2.0

1.9 1.4 1.4 2.2 2.6 2.6 3.4 3.8 3.6 3.5 0.8 0.9 1.0 0.9 0.8

1.2 0.5 0.6 0.6

1.0 0.3 0.4

1.0 0.2 0.4

1.2 0.3

1.6 0.3 0.3

1.9 0.3 0.3

1.8 0.3 0.3

1.5 0.3 0.3

1.1 0.2 0.3

0.7 0.3

0.5 0.3

0.4 0.3

0.3 0.3

0.3 0.4

0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

Luminaire Schedule

Symbol Qty

Calculation Summary

Label CalcType Units Avg

Label Arrangement LLF Description

Max Min Avg/Min Grid Z

EXIT ENTRANCE A Illuminance

[MANUFAC] Arr. Watts Lum. Lumens Lumens/Lamp

Fc 1.03 2.4 0.5 2.06 0

EXIT ENTRANCE B Illuminance Fc 0.98 2.1 0.4 2.45 0

LOT A Illuminance Fc

19 S4 SINGLE 0.900 ALN540-Y4-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 74 4029 N.A.

27 S5 SINGLE 0.900 ALN540-Y5-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 73.8 3728 N.A.

12 S2 SINGLE 0.900 ALN540-Y2-32LED-3K-700 ARCHITECTURAL AREA LIGHTING 74.2 4320 N.A.

0.75 2.3 0.1 7.50 0

LOT B Illuminance Fc 1.00 2.4 0.3 3.33 0

LOT C Illuminance Fc 0.87 1.8 0.0 N.A. 0

LOT D Illuminance Fc 0.64 1.8 0.2 3.20 0

LOT E Illuminance Fc 1.18 2.2 0.1 11.80 0

LOT F Illuminance Fc 0.51 1.7 0.0 N.A. 0

SIDEWALK A_Top Illuminance Fc 1.39 3.0 0.0 N.A. 0.3

SIDEWALK B_Top_1 Illuminance Fc 2.00 4.4 0.2 10.00 0.3

SIDEWALK C Illuminance Fc 0.00 0.0 0.0 N.A. 0
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RIM=70.04
INV=64.34

189.4' MH TO MH

8"SANITARY

TANK
(FULL)

GREASE TRAP

CL&P EASEMENT

N / F
DIANE CALVE

N / F
ROSEMARY HUERTAS N / F

JOSEPHINE A. VALENTE

N / F
PAUL  GUIDRY

CHINKARA SINGH-GUIDRY

N / F
FAIRFIELD PROPERTIES INC.

N / F
NOROTON  HEIGHTS

 SHOPPING  CENTER,  INC.

N / F
SHENWEI  QIN

279 WEST AVENUE
ASSESSORS LOT 5&6

N / F
STEPHEN LAWRENCE PENDRAY

281 WEST AVENUE
ASSESSORS LOT 7

STEPHANIE ANN PENDRAY

310 HEIGHTS ROAD
ASSESSORS LOT 25&26

346 HEIGHTS ROAD
ASSESSORS LOTS 22, 23, 24

N / F
JONATHAN BUYS

283 WEST AVENUE
ASSESSORS LOT 8

PAMELA SPARKMANN / F

285 WEST AVENUE
ASSESSORS LOT 9

LISA R. WOLAK

287 WEST AVENUE
ASSESSORS LOT 10

289 WEST AVENUE
ASSESSORS LOT 11

291 WEST AVENUE
ASSESSORS LOT 12

N / F
MICHAEL YOUNG

293 WEST AVENUE
ASSESSORS LOT 14

CARLOTTA CASSIDY YOUNG
N / F

YAKOV GORODNITSKY

295 WEST AVENUE
ASSESSORS LOT 15

REBECCA TCHERNOFF
297 WEST AVENUE
ASSESSORS LOT 16

166 HOLLOW TREE RIDGE ROAD
ASSESSORS LOT 20&21

CONCRETE SIDEWALK

CONCRETE SIDEWALK
CONCRETE CURB

CONCRETE CURB

12"RCP

12"RCP 12"RCP

HEIGHTS    ROAD

12"CH

15"A

15"A

18"L

12"L

12"M

12"C

12"M

18"O

30"O
12"M

18"O

24"L

18"L

15"L

12"P
15"L

12"H

12"L

12"L

24"M

30"M

18"L
30"L

12"P

18"SY

12"CH

12"SU

10"M

20"P

12"M

12"HM

12"CH

12"M

18"L

18"L

18"O

18"SY15"SY

12"SY

ZONE  LINE
R 1/5 ZONE

DC  ZONE

R 1/5 ZONE
DC  ZONE
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CL&P
#8006

RETAIL ERESTAURANT ERESTAURANT BRETAIL B
RETAIL A3RETAIL A1RESTAURANT A

RETAIL C1

RETAIL C2

RETAIL D2

RETAIL D3

RETAIL D1

RETAIL A2

RETAIL C3
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S5
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S5
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S5
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S5
MH: 14

S5
MH: 12

S5
MH: 12

S5
MH: 12

S5
MH: 12

S5
MH: 12

S4
MH: 12

S2
MH: 14 MH: 14

S2

MH: 14
S2

MH: 14
S2

MH: 14
S2

MH: 14
S2

S2
MH: 14

MH: 14
S2

MH: 12
S2

S2
MH: 14 MH: 14

S2
MH: 14
S2

MH: 12
S5

S4
MH: 14

0.2 0.2 0.1

0.2 0.2

0.5 0.5

1.1 1.1 0.7 0.3 0.2 0.2 0.2 0.2 0.3 0.6 1.1

2.0 1.2 0.8 0.7 0.8 0.6 0.4 0.3 0.3 0.3 0.3 0.4 0.6 1.1

1.3 1.1 1.4 1.6 1.2 0.7 0.4 0.4 0.3 0.3 0.4 0.5 0.8

1.7 2.3 1.5 0.8 0.6 0.6 0.6 0.5 0.5 0.5 0.6

0.9 0.7 0.9 1.2 1.2 0.8 0.6 0.6 0.8

0.5 0.6 1.2 2.0 2.0 1.1 0.6 0.7 1.1

1.7 1.3 1.0 0.8

0.9 1.3 1.5 1.6 1.5 0.9

0.7 0.9 1.2 2.0 2.4

0.6 0.7 1.0 1.7 1.9

0.9 0.9 0.8 1.0 1.0 0.6

1.8 1.2 0.8 0.6 0.5 0.4

2.3 1.5 0.8 0.5 0.4 0.3

1.7 1.2 0.7 0.6 0.5 0.4

0.9 0.8 0.7 0.8 0.8 0.8

0.8 0.8 0.8 1.1 1.4 1.2

1.2 0.9 0.8 1.2 1.4 1.3 0.8

1.7 1.1 0.8 0.9 1.0 0.9 0.6

0.7 0.6 0.5 0.5 0.4

0.1 2.0 2.0 0.3 2.2 2.0 1.0

0.7 1.1 1.7 1.7 1.2 0.7 1.5 2.1 2.0 1.4 1.3 2.0

0.7 0.7 0.7 0.7 0.9 0.9 0.9 0.9 0.9 0.9 0.8 1.1 1.4 1.3 1.0 1.2 1.2 1.3 1.4 1.3 1.2 1.4 2.0 2.2 1.2 0.8

1.2 1.3 0.9 0.6 0.6 0.6 0.7 1.1 1.4 1.3 0.9 0.9 0.9 1.0 1.2 1.6 1.7 1.3 1.3 1.4 1.4 1.3 1.4 1.5 1.1 1.1

1.1 0.6 0.5 0.5 0.7 1.2 1.4 1.5 2.0 2.2 1.6 1.2

0.6 0.4 0.3 1.0 1.1 1.9 0.9

0.3 0.2 0.1 0.1

0.4 0.2 0.1 0.1 0.0

1.0 0.9 1.0 1.0 0.9 0.9 0.8 0.5 0.6 0.7 0.4 0.3 0.1 0.1 0.1

0.4 0.4 0.3 0.3 0.3 0.4 0.3 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1

0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1

0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

1.1 0.9 0.6 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.8 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.4 0.4 0.5 0.7 0.7 0.5 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.9 0.7 0.5 0.6 0.8 1.1 1.1 0.8 0.5 0.5 0.7 1.2 1.3 0.8 0.4 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

1.1 0.8 0.6 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.8 1.3 1.3 0.9 0.4 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

1.2 0.9 0.6 0.5 0.5 0.7 0.6 0.5 0.4 0.4 0.6 0.9 0.9 0.6 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0

1.0 0.7 0.5 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.4 0.5 0.5 0.4 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0

0.6 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1

0.5 0.5 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.4 0.3 0.3 0.3 0.3 0.5 0.5 0.5 0.4 0.2 0.1 0.1

0.7 0.5 0.4 0.4 0.5 0.5 0.5 0.4 0.4 0.4 0.5 0.6 0.6 0.5 0.4 0.4 0.7 0.9 0.9 0.5 0.3

1.1 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.5 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.9 1.0 1.0 0.7 0.3

1.4 0.9 0.6 0.6 0.9 1.1 1.1 0.8 0.5 0.6 0.9 1.1 1.1 0.8 0.5 0.5 0.7 0.9 0.9 0.5 0.3

1.2 0.7 0.5 0.6 0.8 1.1 1.0 0.7 0.5 0.5 0.7 1.0 1.0 0.7 0.4 0.4 0.5 0.5 0.5 0.4

0.7 0.5 0.4 0.5 0.6 0.7 0.7 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.3 0.3 0.3 0.3 0.2

0.5 0.4 0.4 0.4 0.4 0.5 0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.2 0.2 0.2 0.2 0.1

0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.2 0.2 0.2 0.1

0.7 0.6 0.5 0.5 0.6 0.6 0.6 0.5 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.4 0.3 0.3 0.2 0.2

1.0 0.7 0.6 0.7 1.0 1.0 0.8 0.6 0.6 0.8 0.9 0.8 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.2

1.2 0.8 0.7 0.8 1.2 1.1 1.1 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.7 1.0 1.0 0.8 0.4 0.2

1.1 1.0 0.7 0.6 0.7 1.1 1.1 0.9 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.8 1.1 1.1 0.9 0.5 0.2

0.9 0.8 0.7 0.6 0.6 0.8 0.8 0.7 0.6 0.6 0.8 0.9 0.8 0.6 0.5 0.6 0.7 0.9 0.9 0.7 0.4 0.2

1.2 1.0 0.7 0.6 0.6 0.6 0.6 0.6 0.5 0.6 0.6 0.6 0.6 0.6 0.7 0.8 0.8 0.8 0.6 0.5 0.3 0.2

1.7 1.2 0.8 0.7 0.8 0.8 0.7 0.6 0.6 0.6 0.7 0.7 0.7 0.7 0.9 1.3 1.2 0.9 0.5 0.3 0.2 0.1

1.3 0.9 0.7 0.9 1.2 1.3 1.0 0.8 0.8 0.9 1.1 1.0 0.8 0.8 1.2 1.7 1.6 0.9 0.4 0.2 0.1 0.1

0.6 0.6 0.6 0.9 1.5 1.7 1.2 0.8 0.8 1.3 1.7 1.5 0.9 0.7 0.8 1.1 0.6 0.3 0.2 0.1 0.1

0.5 0.2 0.1 0.1 0.1

0.1 0.1 0.0

0.9 1.3 1.1

0.5 0.7 0.9 1.3

0.3 0.4 0.6 1.0

0.2 0.3 0.4 0.6

0.2 0.3 0.3 0.4

0.2 0.3 0.4 0.5

0.2 0.3 0.5 0.7

0.2 0.3 0.6 1.0

0.3 0.4 0.7 1.1

0.3 0.4 0.6 0.9

0.7 0.9

1.0 1.3

1.3 1.8

0.9 0.5 0.5 0.9

1.1 0.7 0.7 0.0 1.2

0.5 0.6 1.0 1.2 0.8 0.6 0.6 1.0 1.3 1.3 0.9 0.8 1.0 1.4 1.3 0.8 0.5 0.4 0.4 0.4 0.4 0.4 0.5 0.6

0.4 0.4 0.5 0.6 0.5 0.4 0.5 0.7 0.9 1.0 0.9 0.8 0.9 0.9 1.0 0.9 0.7 0.5 0.5 0.5 0.6 0.7 0.7 0.9

0.8 1.1 1.3 1.0 0.9 0.9 1.1 1.3 1.1 0.8 0.7 0.8 1.1 1.1 0.9 0.9

0.9 1.5 1.7 1.3 0.9 0.9 1.4 1.8 1.5 0.9 0.7 1.0 1.6 1.6 1.2 0.8

2.4 1.7

0.9 1.2

0.8 1.6

1.1 2.1

0.9 1.6

0.6 0.8

0.5 0.5

0.6 0.5

1.0 0.6

1.3 0.8

1.1 0.8

0.8 0.8

0.8 1.0

1.1 1.0

1.8 1.7 1.5

1.1 1.8 2.1

0.7 1.1 1.6 1.7 1.2

0.5 0.8 1.0 1.0 0.8

0.4 0.7 0.9 0.9 0.7

0.5 0.8 1.1 1.1 0.8

0.5 0.8 1.1

0.5 0.7 1.0

0.5 0.7 0.8

0.6 0.8

0.7 1.0

0.8 1.1

0.8 0.9

1.0 0.8

1.3 0.8

1.3 1.0

1.4

2.1 2.1 2.1

2.6 2.8 2.2 2.1 2.3 2.5 1.9 1.5 1.6 1.8 1.9 1.9 2.0 2.2 2.5 2.4 2.2 2.4 2.8 2.6 2.3 2.3 2.4 2.4 2.2 2.2 2.7 2.8 2.4 2.4 2.7 3.0 2.7 2.6

2.7 2.4 2.2 2.3 2.4 2.3 2.3 2.5 2.3 2.0 2.1 2.1 2.1 2.1 2.0 2.4 2.9 2.4 2.2 2.3 2.9 2.8 2.2 2.3 2.4 2.3 2.1 1.8 2.3 2.5 2.2 2.2 2.4 3.0 2.5 2.1

2.3 2.5 2.1 1.7 1.7 2.0 2.2 1.8 1.7 1.7 1.5 1.0 1.1

1.7 2.6 1.9 1.5 1.2 1.1 1.1 1.1 1.1 0.9 0.8 0.5 0.5

1.8 1.8 1.3 0.7 0.8 0.8 0.8 0.8 0.6 0.4 0.4 0.5

1.0 1.5 1.6 0.4 0.5

1.1 1.5 0.4 0.6

0.9 2.2 1.4 0.4 0.6

0.9 2.0 1.3 0.4 0.6

0.8 1.6 1.0 0.4 0.5

0.9 1.3 0.6 0.2 0.4 0.5

1.1 1.5 1.0 0.5 0.3 0.4 0.4

1.0 1.2 0.4 0.4

0.8 0.8 0.4 0.4

0.6 0.6 0.5 0.5

0.4 0.4 0.6 0.6

0.3

0.2

0.2

0.1

0.1

0.1

0.1

0.1

0.1

0.1 1.7

0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.4 0.4 0.4 0.5 0.7 0.9 1.1 1.3 1.4

0.1 0.4 0.5

0.0

0.0

0.9 1.0 1.2 1.3 1.4 1.6 1.5

1.8 1.7 1.4 1.4 1.3 1.1 1.0 1.3 1.5 1.6 1.7 1.9 2.2 2.6 2.1 1.9

2.3 2.4 2.3 2.1 1.9 1.9 1.7 1.7 1.6 1.6 1.6 1.7 1.9 1.9 2.4 3.1 2.3 2.3 2.6 2.8 2.9 3.0 3.0 3.0 3.2 3.9 3.1 3.1 3.1 3.1 3.0 2.8 2.6 2.4 2.5 3.0 2.3 2.1 1.9 1.8 1.7 1.7 1.7 1.8 1.9 1.9 2.7 2.9 2.2 2.1 2.4 3.0

2.9 2.3 2.2 2.6 3.1 2.3 2.0 2.1 2.2 2.2 2.1 2.2 2.6 2.9 2.5 2.5 3.0 3.4 3.5 3.6 4.0 4.0 4.3 4.4 3.7 3.4 3.8 4.4 4.4 4.1 3.9 3.6 3.7 3.7 2.8 2.5 2.5 3.1 2.9 2.2 2.1 2.0 1.9 1.8 1.6 1.4 2.0 1.8 1.6 1.6 1.6 2.0

1.9 1.4 1.4 2.2 2.6 2.6 3.4 3.8 3.6 3.5 0.8 0.9 1.0 0.9 0.8

1.2 0.5 0.6 0.6

1.0 0.3 0.4

1.0 0.2 0.4

1.2 0.3

1.6 0.3 0.3

1.9 0.3 0.3

1.8 0.3 0.3

1.5 0.3 0.3

1.1 0.2 0.3

0.7 0.3

0.5 0.3

0.4 0.3

0.3 0.3

0.3 0.4

0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

Luminaire Schedule

Symbol Qty

Calculation Summary

Label CalcType Units Avg

Label Arrangement LLF Description

Max Min Avg/Min Grid Z

EXIT ENTRANCE A Illuminance

[MANUFAC] Arr. Watts Lum. Lumens Lumens/Lamp

Fc 1.03 2.4 0.5 2.06 0

EXIT ENTRANCE B Illuminance Fc 0.98 2.1 0.4 2.45 0

LOT A Illuminance Fc

19 S4 SINGLE 0.900 ALN540-Y4-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 74 4029 N.A.

27 S5 SINGLE 0.900 ALN540-Y5-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 73.8 3728 N.A.

12 S2 SINGLE 0.900 ALN540-Y2-32LED-3K-700 ARCHITECTURAL AREA LIGHTING 74.2 4320 N.A.

0.75 2.3 0.1 7.50 0

LOT B Illuminance Fc 1.00 2.4 0.3 3.33 0

LOT C Illuminance Fc 0.87 1.8 0.0 N.A. 0

LOT D Illuminance Fc 0.64 1.8 0.2 3.20 0

LOT E Illuminance Fc 1.18 2.2 0.1 11.80 0

LOT F Illuminance Fc 0.51 1.7 0.0 N.A. 0

SIDEWALK A_Top Illuminance Fc 1.39 3.0 0.0 N.A. 0.3

SIDEWALK B_Top_1 Illuminance Fc 2.00 4.4 0.2 10.00 0.3

SIDEWALK C Illuminance Fc 0.00 0.0 0.0 N.A. 0
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RIM=70.04
INV=64.34

189.4' MH TO MH

8"SANITARY

TANK
(FULL)

GREASE TRAP

CL&P EASEMENT

N / F
DIANE CALVE

N / F
ROSEMARY HUERTAS N / F

JOSEPHINE A. VALENTE

N / F
PAUL  GUIDRY

CHINKARA SINGH-GUIDRY

N / F
FAIRFIELD PROPERTIES INC.

N / F
NOROTON  HEIGHTS

 SHOPPING  CENTER,  INC.

N / F
SHENWEI  QIN

279 WEST AVENUE
ASSESSORS LOT 5&6

N / F
STEPHEN LAWRENCE PENDRAY

281 WEST AVENUE
ASSESSORS LOT 7

STEPHANIE ANN PENDRAY

310 HEIGHTS ROAD
ASSESSORS LOT 25&26

346 HEIGHTS ROAD
ASSESSORS LOTS 22, 23, 24

N / F
JONATHAN BUYS

283 WEST AVENUE
ASSESSORS LOT 8

PAMELA SPARKMANN / F

285 WEST AVENUE
ASSESSORS LOT 9

LISA R. WOLAK

287 WEST AVENUE
ASSESSORS LOT 10

289 WEST AVENUE
ASSESSORS LOT 11

291 WEST AVENUE
ASSESSORS LOT 12

N / F
MICHAEL YOUNG

293 WEST AVENUE
ASSESSORS LOT 14

CARLOTTA CASSIDY YOUNG
N / F

YAKOV GORODNITSKY

295 WEST AVENUE
ASSESSORS LOT 15

REBECCA TCHERNOFF
297 WEST AVENUE
ASSESSORS LOT 16

166 HOLLOW TREE RIDGE ROAD
ASSESSORS LOT 20&21

CONCRETE SIDEWALK

CONCRETE SIDEWALK
CONCRETE CURB

CONCRETE CURB

12"RCP

12"RCP 12"RCP

HEIGHTS    ROAD

12"CH

15"A

15"A

18"L

12"L

12"M

12"C

12"M

18"O

30"O
12"M

18"O
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Luminaire Schedule

Symbol Qty

Calculation Summary

Label CalcType Units Avg

Label Arrangement LLF Description

Max Min Avg/Min Grid Z

EXIT ENTRANCE A Illuminance

[MANUFAC] Arr. Watts Lum. Lumens Lumens/Lamp

Fc 1.03 2.4 0.5 2.06 0

EXIT ENTRANCE B Illuminance Fc 0.98 2.1 0.4 2.45 0

LOT A Illuminance Fc

19 S4 SINGLE 0.900 ALN540-Y4-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 74 4029 N.A.

27 S5 SINGLE 0.900 ALN540-Y5-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 73.8 3728 N.A.

12 S2 SINGLE 0.900 ALN540-Y2-32LED-3K-700 ARCHITECTURAL AREA LIGHTING 74.2 4320 N.A.

0.75 2.3 0.1 7.50 0

LOT B Illuminance Fc 1.00 2.4 0.3 3.33 0

LOT C Illuminance Fc 0.87 1.8 0.0 N.A. 0

LOT D Illuminance Fc 0.64 1.8 0.2 3.20 0

LOT E Illuminance Fc 1.18 2.2 0.1 11.80 0

LOT F Illuminance Fc 0.51 1.7 0.0 N.A. 0

SIDEWALK A_Top Illuminance Fc 1.39 3.0 0.0 N.A. 0.3

SIDEWALK B_Top_1 Illuminance Fc 2.00 4.4 0.2 10.00 0.3

SIDEWALK C Illuminance Fc 0.00 0.0 0.0 N.A. 0

DYH

DY
H

S

W.G.

S

S

S

D

D

D

S
S

D

LOADING W

O V E R H A N G

CO
N

CR
ET

E

SI
D

EW
AL

K

OVERHEAD  W
IRES

CART
RACK

RIM=70.04
INV=64.34

189.4' MH TO MH

8"SANITARY

TANK
(FULL)

GREASE TRAP

CL&P EASEMENT

N / F
DIANE CALVE

N / F
ROSEMARY HUERTAS N / F

JOSEPHINE A. VALENTE

N / F
PAUL  GUIDRY

CHINKARA SINGH-GUIDRY

N / F
FAIRFIELD PROPERTIES INC.

N / F
NOROTON  HEIGHTS

 SHOPPING  CENTER,  INC.

N / F
SHENWEI  QIN

279 WEST AVENUE
ASSESSORS LOT 5&6

N / F
STEPHEN LAWRENCE PENDRAY

281 WEST AVENUE
ASSESSORS LOT 7

STEPHANIE ANN PENDRAY

310 HEIGHTS ROAD
ASSESSORS LOT 25&26

346 HEIGHTS ROAD
ASSESSORS LOTS 22, 23, 24

N / F
JONATHAN BUYS

283 WEST AVENUE
ASSESSORS LOT 8

PAMELA SPARKMANN / F

285 WEST AVENUE
ASSESSORS LOT 9

LISA R. WOLAK

287 WEST AVENUE
ASSESSORS LOT 10

289 WEST AVENUE
ASSESSORS LOT 11

291 WEST AVENUE
ASSESSORS LOT 12

N / F
MICHAEL YOUNG

293 WEST AVENUE
ASSESSORS LOT 14

CARLOTTA CASSIDY YOUNG
N / F

YAKOV GORODNITSKY

295 WEST AVENUE
ASSESSORS LOT 15

REBECCA TCHERNOFF
297 WEST AVENUE
ASSESSORS LOT 16

166 HOLLOW TREE RIDGE ROAD
ASSESSORS LOT 20&21
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0.2 0.2 0.1

0.2 0.2

0.5 0.5

1.1 1.1 0.7 0.3 0.2 0.2 0.2 0.2 0.3 0.6 1.1

2.0 1.2 0.8 0.7 0.8 0.6 0.4 0.3 0.3 0.3 0.3 0.4 0.6 1.1

1.3 1.1 1.4 1.6 1.2 0.7 0.4 0.4 0.3 0.3 0.4 0.5 0.8

1.7 2.3 1.5 0.8 0.6 0.6 0.6 0.5 0.5 0.5 0.6

0.9 0.7 0.9 1.2 1.2 0.8 0.6 0.6 0.8

0.5 0.6 1.2 2.0 2.0 1.1 0.6 0.7 1.1

1.7 1.3 1.0 0.8

0.9 1.3 1.5 1.6 1.5 0.9

0.7 0.9 1.2 2.0 2.4

0.6 0.7 1.0 1.7 1.9

0.9 0.9 0.8 1.0 1.0 0.6

1.8 1.2 0.8 0.6 0.5 0.4

2.3 1.5 0.8 0.5 0.4 0.3

1.7 1.2 0.7 0.6 0.5 0.4

0.9 0.8 0.7 0.8 0.8 0.8

0.8 0.8 0.8 1.1 1.4 1.2

1.2 0.9 0.8 1.2 1.4 1.3 0.8

1.7 1.1 0.8 0.9 1.0 0.9 0.6

0.7 0.6 0.5 0.5 0.4

0.1 2.0 2.0 0.3 2.2 2.0 1.0

0.7 1.1 1.7 1.7 1.2 0.7 1.5 2.1 2.0 1.4 1.3 2.0

0.7 0.7 0.7 0.7 0.9 0.9 0.9 0.9 0.9 0.9 0.8 1.1 1.4 1.3 1.0 1.2 1.2 1.3 1.4 1.3 1.2 1.4 2.0 2.2 1.2 0.8

1.2 1.3 0.9 0.6 0.6 0.6 0.7 1.1 1.4 1.3 0.9 0.9 0.9 1.0 1.2 1.6 1.7 1.3 1.3 1.4 1.4 1.3 1.4 1.5 1.1 1.1

1.1 0.6 0.5 0.5 0.7 1.2 1.4 1.5 2.0 2.2 1.6 1.2

0.6 0.4 0.3 1.0 1.1 1.9 0.9

0.3 0.2 0.1 0.1

0.4 0.2 0.1 0.1 0.0

1.0 0.9 1.0 1.0 0.9 0.9 0.8 0.5 0.6 0.7 0.4 0.3 0.1 0.1 0.1

0.4 0.4 0.3 0.3 0.3 0.4 0.3 0.2 0.2 0.2 0.2 0.2 0.1 0.1 0.1

0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1

0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

0.2 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

1.1 0.9 0.6 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.8 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.4 0.4 0.5 0.7 0.7 0.5 0.3 0.2 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0

0.9 0.7 0.5 0.6 0.8 1.1 1.1 0.8 0.5 0.5 0.7 1.2 1.3 0.8 0.4 0.2 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0

1.1 0.8 0.6 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.8 1.3 1.3 0.9 0.4 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0

1.2 0.9 0.6 0.5 0.5 0.7 0.6 0.5 0.4 0.4 0.6 0.9 0.9 0.6 0.3 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0 0.0

1.0 0.7 0.5 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.4 0.5 0.5 0.4 0.3 0.2 0.2 0.2 0.1 0.1 0.1 0.1 0.1 0.0

0.6 0.5 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.2 0.1 0.1 0.1

0.5 0.5 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.3 0.4 0.3 0.3 0.3 0.3 0.5 0.5 0.5 0.4 0.2 0.1 0.1

0.7 0.5 0.4 0.4 0.5 0.5 0.5 0.4 0.4 0.4 0.5 0.6 0.6 0.5 0.4 0.4 0.7 0.9 0.9 0.5 0.3

1.1 0.7 0.5 0.5 0.7 0.9 0.9 0.6 0.5 0.5 0.7 1.0 1.0 0.7 0.5 0.5 0.9 1.0 1.0 0.7 0.3

1.4 0.9 0.6 0.6 0.9 1.1 1.1 0.8 0.5 0.6 0.9 1.1 1.1 0.8 0.5 0.5 0.7 0.9 0.9 0.5 0.3

1.2 0.7 0.5 0.6 0.8 1.1 1.0 0.7 0.5 0.5 0.7 1.0 1.0 0.7 0.4 0.4 0.5 0.5 0.5 0.4

0.7 0.5 0.4 0.5 0.6 0.7 0.7 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.3 0.3 0.3 0.3 0.2

0.5 0.4 0.4 0.4 0.4 0.5 0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.2 0.2 0.2 0.2 0.1

0.5 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.4 0.3 0.3 0.3 0.3 0.3 0.2 0.2 0.2 0.1

0.7 0.6 0.5 0.5 0.6 0.6 0.6 0.5 0.5 0.5 0.5 0.5 0.4 0.3 0.3 0.3 0.4 0.3 0.3 0.2 0.2

1.0 0.7 0.6 0.7 1.0 1.0 0.8 0.6 0.6 0.8 0.9 0.8 0.5 0.4 0.4 0.5 0.6 0.6 0.5 0.3 0.2

1.2 0.8 0.7 0.8 1.2 1.1 1.1 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.7 1.0 1.0 0.8 0.4 0.2

1.1 1.0 0.7 0.6 0.7 1.1 1.1 0.9 0.7 0.7 1.0 1.2 1.1 0.7 0.5 0.5 0.8 1.1 1.1 0.9 0.5 0.2

0.9 0.8 0.7 0.6 0.6 0.8 0.8 0.7 0.6 0.6 0.8 0.9 0.8 0.6 0.5 0.6 0.7 0.9 0.9 0.7 0.4 0.2

1.2 1.0 0.7 0.6 0.6 0.6 0.6 0.6 0.5 0.6 0.6 0.6 0.6 0.6 0.7 0.8 0.8 0.8 0.6 0.5 0.3 0.2

1.7 1.2 0.8 0.7 0.8 0.8 0.7 0.6 0.6 0.6 0.7 0.7 0.7 0.7 0.9 1.3 1.2 0.9 0.5 0.3 0.2 0.1

1.3 0.9 0.7 0.9 1.2 1.3 1.0 0.8 0.8 0.9 1.1 1.0 0.8 0.8 1.2 1.7 1.6 0.9 0.4 0.2 0.1 0.1

0.6 0.6 0.6 0.9 1.5 1.7 1.2 0.8 0.8 1.3 1.7 1.5 0.9 0.7 0.8 1.1 0.6 0.3 0.2 0.1 0.1

0.5 0.2 0.1 0.1 0.1

0.1 0.1 0.0

0.9 1.3 1.1

0.5 0.7 0.9 1.3

0.3 0.4 0.6 1.0

0.2 0.3 0.4 0.6

0.2 0.3 0.3 0.4

0.2 0.3 0.4 0.5

0.2 0.3 0.5 0.7

0.2 0.3 0.6 1.0

0.3 0.4 0.7 1.1

0.3 0.4 0.6 0.9

0.7 0.9

1.0 1.3

1.3 1.8

0.9 0.5 0.5 0.9

1.1 0.7 0.7 0.0 1.2

0.5 0.6 1.0 1.2 0.8 0.6 0.6 1.0 1.3 1.3 0.9 0.8 1.0 1.4 1.3 0.8 0.5 0.4 0.4 0.4 0.4 0.4 0.5 0.6

0.4 0.4 0.5 0.6 0.5 0.4 0.5 0.7 0.9 1.0 0.9 0.8 0.9 0.9 1.0 0.9 0.7 0.5 0.5 0.5 0.6 0.7 0.7 0.9

0.8 1.1 1.3 1.0 0.9 0.9 1.1 1.3 1.1 0.8 0.7 0.8 1.1 1.1 0.9 0.9

0.9 1.5 1.7 1.3 0.9 0.9 1.4 1.8 1.5 0.9 0.7 1.0 1.6 1.6 1.2 0.8

2.4 1.7

0.9 1.2

0.8 1.6

1.1 2.1

0.9 1.6

0.6 0.8

0.5 0.5

0.6 0.5

1.0 0.6

1.3 0.8

1.1 0.8

0.8 0.8

0.8 1.0

1.1 1.0

1.8 1.7 1.5

1.1 1.8 2.1

0.7 1.1 1.6 1.7 1.2

0.5 0.8 1.0 1.0 0.8

0.4 0.7 0.9 0.9 0.7

0.5 0.8 1.1 1.1 0.8

0.5 0.8 1.1

0.5 0.7 1.0

0.5 0.7 0.8

0.6 0.8

0.7 1.0

0.8 1.1

0.8 0.9

1.0 0.8

1.3 0.8

1.3 1.0

1.4

2.1 2.1 2.1

2.6 2.8 2.2 2.1 2.3 2.5 1.9 1.5 1.6 1.8 1.9 1.9 2.0 2.2 2.5 2.4 2.2 2.4 2.8 2.6 2.3 2.3 2.4 2.4 2.2 2.2 2.7 2.8 2.4 2.4 2.7 3.0 2.7 2.6

2.7 2.4 2.2 2.3 2.4 2.3 2.3 2.5 2.3 2.0 2.1 2.1 2.1 2.1 2.0 2.4 2.9 2.4 2.2 2.3 2.9 2.8 2.2 2.3 2.4 2.3 2.1 1.8 2.3 2.5 2.2 2.2 2.4 3.0 2.5 2.1

2.3 2.5 2.1 1.7 1.7 2.0 2.2 1.8 1.7 1.7 1.5 1.0 1.1

1.7 2.6 1.9 1.5 1.2 1.1 1.1 1.1 1.1 0.9 0.8 0.5 0.5

1.8 1.8 1.3 0.7 0.8 0.8 0.8 0.8 0.6 0.4 0.4 0.5

1.0 1.5 1.6 0.4 0.5

1.1 1.5 0.4 0.6

0.9 2.2 1.4 0.4 0.6

0.9 2.0 1.3 0.4 0.6

0.8 1.6 1.0 0.4 0.5

0.9 1.3 0.6 0.2 0.4 0.5

1.1 1.5 1.0 0.5 0.3 0.4 0.4

1.0 1.2 0.4 0.4

0.8 0.8 0.4 0.4

0.6 0.6 0.5 0.5

0.4 0.4 0.6 0.6

0.3

0.2

0.2

0.1

0.1

0.1

0.1

0.1

0.1

0.1 1.7

0.1 0.1 0.1 0.1 0.2 0.2 0.2 0.3 0.3 0.4 0.4 0.4 0.5 0.7 0.9 1.1 1.3 1.4

0.1 0.4 0.5

0.0

0.0

0.9 1.0 1.2 1.3 1.4 1.6 1.5

1.8 1.7 1.4 1.4 1.3 1.1 1.0 1.3 1.5 1.6 1.7 1.9 2.2 2.6 2.1 1.9

2.3 2.4 2.3 2.1 1.9 1.9 1.7 1.7 1.6 1.6 1.6 1.7 1.9 1.9 2.4 3.1 2.3 2.3 2.6 2.8 2.9 3.0 3.0 3.0 3.2 3.9 3.1 3.1 3.1 3.1 3.0 2.8 2.6 2.4 2.5 3.0 2.3 2.1 1.9 1.8 1.7 1.7 1.7 1.8 1.9 1.9 2.7 2.9 2.2 2.1 2.4 3.0

2.9 2.3 2.2 2.6 3.1 2.3 2.0 2.1 2.2 2.2 2.1 2.2 2.6 2.9 2.5 2.5 3.0 3.4 3.5 3.6 4.0 4.0 4.3 4.4 3.7 3.4 3.8 4.4 4.4 4.1 3.9 3.6 3.7 3.7 2.8 2.5 2.5 3.1 2.9 2.2 2.1 2.0 1.9 1.8 1.6 1.4 2.0 1.8 1.6 1.6 1.6 2.0

1.9 1.4 1.4 2.2 2.6 2.6 3.4 3.8 3.6 3.5 0.8 0.9 1.0 0.9 0.8

1.2 0.5 0.6 0.6

1.0 0.3 0.4

1.0 0.2 0.4

1.2 0.3

1.6 0.3 0.3

1.9 0.3 0.3

1.8 0.3 0.3

1.5 0.3 0.3

1.1 0.2 0.3

0.7 0.3

0.5 0.3

0.4 0.3

0.3 0.3

0.3 0.4

0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

Luminaire Schedule

Symbol Qty

Calculation Summary

Label CalcType Units Avg

Label Arrangement LLF Description

Max Min Avg/Min Grid Z

EXIT ENTRANCE A Illuminance

[MANUFAC] Arr. Watts Lum. Lumens Lumens/Lamp

Fc 1.03 2.4 0.5 2.06 0

EXIT ENTRANCE B Illuminance Fc 0.98 2.1 0.4 2.45 0

LOT A Illuminance Fc

19 S4 SINGLE 0.900 ALN540-Y4-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 74 4029 N.A.

27 S5 SINGLE 0.900 ALN540-Y5-32LED-3K-LDL-700 ARCHITECTURAL AREA LIGHTING 73.8 3728 N.A.

12 S2 SINGLE 0.900 ALN540-Y2-32LED-3K-700 ARCHITECTURAL AREA LIGHTING 74.2 4320 N.A.

0.75 2.3 0.1 7.50 0

LOT B Illuminance Fc 1.00 2.4 0.3 3.33 0

LOT C Illuminance Fc 0.87 1.8 0.0 N.A. 0

LOT D Illuminance Fc 0.64 1.8 0.2 3.20 0

LOT E Illuminance Fc 1.18 2.2 0.1 11.80 0

LOT F Illuminance Fc 0.51 1.7 0.0 N.A. 0

SIDEWALK A_Top Illuminance Fc 1.39 3.0 0.0 N.A. 0.3

SIDEWALK B_Top_1 Illuminance Fc 2.00 4.4 0.2 10.00 0.3

SIDEWALK C Illuminance Fc 0.00 0.0 0.0 N.A. 0
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20140049

BJB

A1.00

GARAGE LEVEL
FLOOR PLAN - PHASE
1

NOROTON
HEIGHTS
SHOPPING
CENTER

 1/8" = 1'-0"A1.00

1 A0_GARAGE FLOOR PHASE 1

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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TYP. DWELLING UNIT ROOM FINISH SCHEDULE

Rooms Wall Ceiling

CommentsName
Floor
Finish Base Finish Wall Material North West South East Material Finish

BATHROOM CT WD GWB-2 / CT PT / CT PT / CT PT / CT PT / CT GWB-2 PT

BEDROOM WD WD GWB-1 PT PT PT PT GWB-1 PT

CLOSET WD WD GWB-1 PT PT PT PT GWB-1 PT

FOYER WD WD GWB-1 PT PT PT PT GWB-1 PT

HALLWAY WD WD GWB-1 PT PT PT PT GWB-1 PT

KITCHEN WD WD GWB-1 PT PT PT PT GWB-1 PT

LAUNDRY CT WD GWB-1 PT PT PT PT GWB-1 PT

LIVING / DINING WD WD GWB-1 PT PT PT PT GWB-1 PT

LOFT WD WD GWB-1 PT PT PT PT GWB-1 PT

MASTER BATH CT WD GWB-2 / CT PT / CT PT / CT PT / CT PT / CT GWB-2 PT

MASTER BEDROOM WD WD GWB-1 PT PT PT PT GWB-1 PT

MECH. CLOSET CT WD GWB-1 PT PT PT PT GWB-1 PT

WALKIN CLOSET WD WD GWB-1 PT PT PT PT GWB-1 PT

Grand total: 13

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.

 1/8" = 1'-0"A1.04

3 LOFT PLAN

RA2

RA2

RA2

RA2

RA2

RA1

RA1

RA1

RA1

RA1

RA1

RA1

RA1

RA1

RA1

RA1



A A

215 SF

WATER

BG00C

59 SF

MECH

BG00A

PARKING SPACES: 37

ELEC.

BG00B

Z0.02

1

Z0.02

3

1
8
%

DRAWN BY

SCALE

PROJECT NUMBER

DATE

ARCHITECTURAL

REVISIONS

NEWMAN ARCHITECTS, LLC

THE DRAWINGS AND ALL THE IDEAS, ARRANGEMENTS,
DESIGNS, AND PLANS INDICATED THEREON OR
REPRESENTED THEREBY ARE OWNED BY AND REMAIN
THE PROPERTY OF NEWMAN ARCHITECTS LLC AND NO
PART THEREOF SHALL BE UTILIZED BY ANY PERSON,
FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER EXCEPT WITH THE SPECIFIC WRITTEN
PERMISSION OF NEWMAN ARCHITECTS LLC.
COPYRIGHT © 2016

www.newmanarchitects.com

NOT FOR
CONSTRUCTION

300  York Street, New Haven, CT 06511

203.772.1990 Fax 203.772.1997

Formerly Herbert S. Newman & Partners P.C.

Heights Road
Darien, CT

11/30/2016

P&Z SET

A

B

CLIENT
NOROTON HEIGHTS SHOPPING
CENTER
346 HEIGHTS ROAD
DARIEN, CT 06820

CIVIL ENGINEER
TIGHE & BOND
1000 BRIDGEPORT AVENUE, SUITE 320
SHELTON, CT 06484
T. 203.712.1100

STRUCTURAL ENGINEER
SPIEGEL ZAMECNIK & SHAH Inc.
54 WALL STREET
NEW HAVEN, CT 06511
T. 203.624.9831
F. 203.777.4227

M/E/P/FP ENGINEER
EDWARDS AND ZUCK
30 OAK STREET
STAMFORD, CT 06905
T. 203.352.1717

OWNERS REPRESENTITIVE
KEVCOR, Inc.
3408 CLAYTON ROAD EAST, SUITE 100
FORT WORTH, TX 76116
T. 866.701.7222

CODE CONSULTANT
PHILIP R. SHERMAN, P.E.
444 WILMONT CENTER ROAD
ELKINS, NH 03233
T. 603.526.6190
F. 603526.4979

1
1
/2

8
/2

0
1
6
 1

:2
8
:3

0
 P

M
E

:\
~

N
e
w

m
a
n
 A

rc
h
it
e
c
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

-l
o
c
a
l-
v
jg

.r
v
t

 1/16" = 1'-0"

20140049

BJB

A1.10

GARAGE LEVEL
FLOOR PLAN - PHASE
2

NOROTON
HEIGHTS
SHOPPING
CENTER

 1/16" = 1'-0"A1.10

1 B0_GARAGE FLOOR PHASE 2

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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1 B2_SECOND FLOOR PHASE 2 - A

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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1 B2_SECOND FLOOR PHASE 2 - B

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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1 B3_THIRD FLOOR PHASE 2

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.



DW

REF.

DW

REF.

D
W

DW

DW

DW

REF.

REF.

D
W

DWREF.

D
W

DW

DW

R
E

F
.

DW

DW

R
E

F
.

DW

DW

REF.

REF.

DW

DW DW

REF.

D
W

REF.

D
W

DW

B

A2.11

1

A2.11

62 SF

MECH

B300A

BST1-3

B300A

B301

B302

B303

B304 B306

B305 B307

B308

B309

B310

B311

1,256 SF

2BR

B301

1,272 SF

2BR

B302 1,197 SF

2BR

B304
1,341 SF

2BR

B306

1,200 SF

2BR

B308

1,261 SF

2BR

B307

873 SF

1BR

B305

1,372 SF

2BR

B309

1,466 SF

2BR

B310

910 SF

1BR

B311

914 SF

1BR

B303

168 SF

STAIR

BST1-3

74 SF

STORAGE

B300B

B300B

22'-8" 27'-4" 26'-4" 33'-8"

2
1
'-
0
"

8
7
'-
0
"

6
'-
1
1
"

CORRIDOR

BC300B

CORRIDOR

BC300C

DOOR HOLD OPEN TIED

TO FIRE ALARM;

RECESSED DOOR

OPERATOR HARDWARE

2

A2.11

A2.044 5

A2.034

23'-2 1/4"

DRAWN BY

SCALE

PROJECT NUMBER

DATE

ARCHITECTURAL

REVISIONS

NEWMAN ARCHITECTS, LLC

THE DRAWINGS AND ALL THE IDEAS, ARRANGEMENTS,
DESIGNS, AND PLANS INDICATED THEREON OR
REPRESENTED THEREBY ARE OWNED BY AND REMAIN
THE PROPERTY OF NEWMAN ARCHITECTS LLC AND NO
PART THEREOF SHALL BE UTILIZED BY ANY PERSON,
FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER EXCEPT WITH THE SPECIFIC WRITTEN
PERMISSION OF NEWMAN ARCHITECTS LLC.
COPYRIGHT © 2016

www.newmanarchitects.com

NOT FOR
CONSTRUCTION

300  York Street, New Haven, CT 06511

203.772.1990 Fax 203.772.1997

Formerly Herbert S. Newman & Partners P.C.

Heights Road
Darien, CT

11/30/2016

P&Z SET

A

CLIENT
NOROTON HEIGHTS SHOPPING
CENTER
346 HEIGHTS ROAD
DARIEN, CT 06820

CIVIL ENGINEER
TIGHE & BOND
1000 BRIDGEPORT AVENUE, SUITE 320
SHELTON, CT 06484
T. 203.712.1100

STRUCTURAL ENGINEER
SPIEGEL ZAMECNIK & SHAH Inc.
54 WALL STREET
NEW HAVEN, CT 06511
T. 203.624.9831
F. 203.777.4227

M/E/P/FP ENGINEER
EDWARDS AND ZUCK
30 OAK STREET
STAMFORD, CT 06905
T. 203.352.1717

OWNERS REPRESENTITIVE
KEVCOR, Inc.
3408 CLAYTON ROAD EAST, SUITE 100
FORT WORTH, TX 76116
T. 866.701.7222

CODE CONSULTANT
PHILIP R. SHERMAN, P.E.
444 WILMONT CENTER ROAD
ELKINS, NH 03233
T. 603.526.6190
F. 603526.4979

1
1
/2

8
/2

0
1
6
 1

:2
8
:4

2
 P

M
E

:\
~

N
e
w

m
a
n
 A

rc
h
it
e
c
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

-l
o
c
a
l-
v
jg

.r
v
t

 1/8" = 1'-0"

20140049

BJB

A1.13A

THIRD LEVEL FLOOR
PLAN - PHASE 2 -
PART A
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1 B3_THIRD FLOOR PHASE 2 - A

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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1 B3_THIRD FLOOR PHASE 2 - B

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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ROOF PLAN - PHASE 2
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CENTER

 1/16" = 1'-0"A1.14

1 B4_ROOF PHASE 2

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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1 B4_ROOF PHASE 2 - A

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.



Z0.012
Z0.02

1

Z0.02

3

7 1/2" / 12" 7 1/2" / 12"

7
 1

/2
" 

/ 
1
2
"

7
 1

/2
" 

/ 
1
2
"

1
/4

" 
/ 
1
2
"

1/4" / 12"

8
" 

/ 
1
2
"

8
" 

/ 
1
2
"

1/4" / 12"1/4" / 12"

8" / 12"

8" / 12"
8" / 12"

ROOF LEGEND

ASPHALT SHINGLES

TAPERED MEMBRANE ROOFING

EXTENSIVE GREEN ROOF SYSTEM

ROOF DECKING SYSTEM

ROOF GUTTER

ROOF DRAIN

SCUPPER

RAIN LEADER

RA1

RA2

RA3

RA4

ASSEMBLY DESCRIPTION

RA1 ARCHITECTURAL ASPHALT SHINGLES O/ ICE AND

WATER SHIELD MEMBRANE O/ ROOF SHEATHING O/

WOOD ROOF TRUSS ASSEMBLY

RA2 FULLY ADHERED MEMBRANE ROOFING O/ 1/2"

PROTECTION BOARD O/ TAPERED POLYISO ROOF

INSULATION SYSTEM O/ WATER BARRIER O/ ROOF

STRUCT. ASSEMBLY

RA3 EXTENSIVE GREEN ROOF SYSTEM

RA4 NON-COMBUSTABLE DECKING O/ PEDESTAL SYSTEM O/

FULLY ADHERED MEMBRANE ROOFING O/ 1/2"

PROTECTION BOARD O/ TAPERED POLYISO ROOF

INSULATION SYSTEM O/ WATER BARRIER O/ ROOF

STRUCT. ASSEMBLY

RD

SC

RL

DRAWN BY

SCALE

PROJECT NUMBER

DATE

ARCHITECTURAL

REVISIONS

NEWMAN ARCHITECTS, LLC

THE DRAWINGS AND ALL THE IDEAS, ARRANGEMENTS,
DESIGNS, AND PLANS INDICATED THEREON OR
REPRESENTED THEREBY ARE OWNED BY AND REMAIN
THE PROPERTY OF NEWMAN ARCHITECTS LLC AND NO
PART THEREOF SHALL BE UTILIZED BY ANY PERSON,
FIRM OR CORPORATION FOR ANY PURPOSE
WHATSOEVER EXCEPT WITH THE SPECIFIC WRITTEN
PERMISSION OF NEWMAN ARCHITECTS LLC.
COPYRIGHT © 2016

www.newmanarchitects.com

NOT FOR
CONSTRUCTION

300  York Street, New Haven, CT 06511

203.772.1990 Fax 203.772.1997

Formerly Herbert S. Newman & Partners P.C.

Heights Road
Darien, CT

11/30/2016

P&Z SET

B

CLIENT
NOROTON HEIGHTS SHOPPING
CENTER
346 HEIGHTS ROAD
DARIEN, CT 06820

CIVIL ENGINEER
TIGHE & BOND
1000 BRIDGEPORT AVENUE, SUITE 320
SHELTON, CT 06484
T. 203.712.1100

STRUCTURAL ENGINEER
SPIEGEL ZAMECNIK & SHAH Inc.
54 WALL STREET
NEW HAVEN, CT 06511
T. 203.624.9831
F. 203.777.4227

M/E/P/FP ENGINEER
EDWARDS AND ZUCK
30 OAK STREET
STAMFORD, CT 06905
T. 203.352.1717

OWNERS REPRESENTITIVE
KEVCOR, Inc.
3408 CLAYTON ROAD EAST, SUITE 100
FORT WORTH, TX 76116
T. 866.701.7222

CODE CONSULTANT
PHILIP R. SHERMAN, P.E.
444 WILMONT CENTER ROAD
ELKINS, NH 03233
T. 603.526.6190
F. 603526.4979

1
1
/2

8
/2

0
1
6
 1

:2
8
:4

6
 P

M
E

:\
~

N
e
w

m
a
n
 A

rc
h
it
e
c
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

\2
0
1
4
0
0
4
9
-N

o
ro

to
n
-H

e
ig

h
ts

-l
o
c
a
l-
v
jg

.r
v
t

 1/8" = 1'-0"

20140049

BJB

A1.14B

ROOF PLAN - PHASE 2
- PART B

NOROTON
HEIGHTS
SHOPPING
CENTER

 1/8" = 1'-0"A1.14B

1 B4_ROOF PHASE 2 - B

GENERAL BUILDING PLAN NOTES:

1. REFER TO UNIT PLANS ON DRAWINGS A0.00-A0.00 FOR
LAYOUTS AND A10.00 FOR PARTITION TYPES.

2. ALL UNITS SHALL BE DESIGNATED AS "TYPE B"
       ACCESSIBLE UNLESS OTHERWISE NOTED AND SHALL BE

CONSTRUCTED IN COMPLIANCE WITH ICC/ANSI A117.1.
AND CT SUPPLEMENT UNLESS OTHERWISE NOTED.

3. ALL M.E.P.F. INFRASTRUCTURE AND EQUIPMENT IS TO
BE ROUTED TO AVOID PLACEMENTS IN SHEAR WALLS
AND WALLS SEPARATING DWELLING UNITS TO THE
GREATEST EXTENT  POSSIBLE. SEE STRUCTURAL
DRAWINGS FOR SHEAR WALL LOCATIONS AND
ACCEPTABLE CUTTING AND NOTCHING
REQUIREMENTS IN STRUCTURAL WALL ASSEMBLIES.

4. ALL INTERIOR PARITION DIMENSIONS ARE TO FACES
      OF FRAMING, UNLESS OTHERWISE NOTED.

5. ALL EXTERIOR PARTITIONS DESIGNATED AS BRICK
VENEER ARE DIMENSIONED TO OUTSIDE FACE OF BRICK
AND TOINTERIOR FACE OF FRAMING.

6. ALL STRUCTURAL STEEL INCLUDING, BUT NOT LIMITED
      TO STEEL DECK, BEAMS, JOISTS, GIRDERS COLUMNS
      AND BRACES SHALL BE FIREPROOFED FOR 1 (ONE)
      HOUR RATING.

7. ALL PENETRATIONS INTO OR THRU A FIRE RATED
ASSEMBLY SHALL BE FIRESTOPPED WITH A
LABORATORY TESTED ASSEMBLY BEARING A FIRE
RATING EQUAL TO THE FIRE RATED PARTITION.
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